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— ' * " NEW CIRCUIT BREAKERS AND/OR BRANCHES.
— THE UNMARKED (WITHOUT **') CIRCUIT BREAKERS AND BRANCHES ARE EXISTING.

— XXX : CIRCUITS THAT ARE CURRENTLY USED BY GFSB (EXISTING)

PANEL NO. LP 32 (EXISTING) LOAD SCHEDULE AT : MECH. RM.325
MAIN : cB 30,4W,380,/220Vac FLOOR : 3™ FL; 0,10-11
CAPACITY : 100 A. _ _42  _ CIRCUITS AS 1-POLE MOUNTED :  SURFACE
CKT. cB CONDUCTOR CONDUIT CONNECTED LOAD (VA)
NO. DESCRIPTION P | AT |IC SIZE TYPE SIZE A B c
1 XXX 1| 186 XXX XX XXX
3 XXX 1] 18 XXX XX XXX
5 XXX 1 16 XXX XX XXX
7 XXX 1] 16 XXX XX XXX
9 XXX 1 16 XXX XX XXX
1 XXX 1| 16 XXX XX XXX
13 | LIGHTING* 1] 18 2-4/2.5G* 1,/2E% 1940
15 | LIGHTING* 1] 18 2-4/2.5G* 1,/2E% 600
17 | LIGHTING* 1| 1ex 2-4/2.5G* 1/2E* 750
19 | LIGHTING* 1 | 1ex 2-4/2.5G* 1/2E% 750
21 LIGHTING* 1| 16% 2-4/2.5G* 1/2E% 750
23 | LIGHTING* 1 | 1ex 2-4/2.5G* 1/2E% 450
25 e XXX
27 [ xxx HE XXX 3 XX XXX
29 ‘]‘ XXX
31 o R XXX
33 [> xxx 3| 40 | £ XXX 3] XX XXX
35 E o XXX
37 > = -
39 [P XXX (SPARE) 3|16 | % - 3 - -
# < S -
2 XXX T e | £ XXX ¢ XX XXX
4 XXX 1] 16 XXX @ XX XXX
6 XXX 1 16 | w XXX 5 XX XXX
8 XXX 1 | 16 XXX @ XX XXX
10 XXX 1 ]e | a XXX ; XX XXX
12 XXX 1 16 XXX o XX XXX
14 XXX 1 16 XXX XX XXX
16 XXX 1 16 XXX XX XXX
18 XXX 1 16 XXX XX XXX
20 XXX 1 16 XXX XX XXX
22 | XXX (SPARE) 1] 16 - - -
24 | XXX (SPARE) 1] 16 - - -
26 | XXX (SPARE) 1] 16 - - -
28 | XXX (SPARE) 1| 16 - - -
30 | xxXx (SPARE) 1| 20 - - -
32 | XXX (SPARE) 1| 20 - - -
34 | XXX (SPARE) 1| 20 - - -
36 | XXX (SPARE) 1| 20 - - -
38 | XXX (SPARE) 1| 20 - - -
40 | XXX (SPARE) 1] 25 - - -
42 XXX (SPARE) 1 25 - - -
CONNECTED : MAIN : MAIN : eyisTing XXXXX XXXXX XXXXX
T0:  EyisTING FEEDER 3P, 75AT
IC> 14 KA. CONDUIT : EXISTING XXXXX
DEMAND XXXXX

FACILITIES MANAGEMENT
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WRITTEN PERMISSION OF: OFFICE OF OVERSEAS BUILDINGS OPERATIONS,
U.S. DEPARTMENT OF STATE, WASHINGTON DC, 20522-0620. INFORMATION
ON THIS DOCUMENT IS NOT TO BE ALTERED EXCEPT WITH THE WRITTEN
APPROVAL OF THE INDIVIDUAL WHOSE SEAL APPEARS HEREON.

APPROVED BY

DATE: / /
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DATE: / /
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NO. DATE DESCRIPTION

ARCHITECT:
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ENGINEER(S):

FACILITIES MANAGEMENT

PROJECT TITLE:

EOB 3RD FLOOR SPACE RENOVATION

— ' * ' NEW CIRCUIT BREAKERS AND/OR BRANCHES.

PANEL NO. PP 32 (EXISTING) LOAD SCHEDULE AT : MECH. RM.325
MAIN : cB 30,4W,380,/220Vac FLOOR : 3™ FL; 010-11
CAPACITY : 100 A. _ _42  _ CIRCUITS AS 1-POLE MOUNTED :  SURFACE
CKT. cB CONDUCTOR CONDUIT CONNECTED LOAD (VA)
NO. DESCRIPTION P | AT |IC SIZE TYPE SIZE A B c
1 XXX 1| 186 XXX XX XXX
3 XXX 1] 18 XXX XX XXX
5 XXX 1 16 XXX XX XXX
7 XXX 1] 16 XXX XX XXX
9 XXX 1 16 XXX XX XXX
1 OUTLET* 1| 16 2-4/2.56* 1/2E* 1440
13 | OUTLET* 1] 18 2-4/2.56* 1,/2E% 1500
15 | OUTLET* 1| 1e* 2-4/2.56G* 1/2E% 1440
17 | OUTLET* 1| 1ex 2-4/2.56* 1/2E* 1440
19 | oumET* 1 | 1ex 2-4/2.5G* 1,/2E% 1440
21 OUTLET* 1| 16% 2-4/2.5G* 1,/2E% 1440
23 | ouTLET* 1 | 1ex 2-4/2.56* 1/2E% 1440
25 | OUTLET* 1| 16+ 2-4/256* | 1/2E* 1440
27 | OUTLET* 1 | 1e* 2-4/2.56* 2 1,/2E% 1440
29 SPARE* 1| 25 - 9 - -
31 o = _
33 [> XXX (SPARE) 3| 16 | £ - 3] - -
35 E o -
37 > > -
39 [P XXX (SPARE) 3| 2] % - 3 - -
41 < S -
2 XXX T e | XXX ¢ XX XXX
4 XXX 1] 16 XXX @ XX XXX
6 XXX 1 16 | w XXX 5 XX XXX
8 XXX 1 | 16 XXX @ XX XXX
10 XXX 1] | g XXX ; XX XXX
12 | XXX (SPARE) 1| 20 - 2 - -
14 | XXX (SPARE) 1| 20 - - -
16 XXX (SPARE) 1| 20 - - -
18 | XXX (SPARE) 1| 20 - - -
20 XXX (SPARE) 1 20 - - -
22 | XXX (SPARE) 1] 20 - - -
24 | XXX (SPARE) 1| 20 - - -
26 | XXX (SPARE) 1] 25 - - -
28 | XXX (SPARE) 1| 25 - - -
30 | XXX (SPARE) 1| 25 - - -
32 -
34 [p XXX (SPARE) 3| 25 - - -
36 -
38 -
40 [P XXX (SPARE) 3| 32 - - -
42 -
CONNECTED : MAN : MAIN : eyisTinG XXXXX XXXXX XXXXX
T0:  EyisTING FEEDER 3P.75AT
C> 14 KA. CONDUIT : EXISTING XXXXX
NOTE: DEMAND XXXXX

— THE UNMARKED (WITHOUT **) CIRCUIT BREAKERS AND BRANCHES ARE EXISTING.

— XXX : CIRCUITS THAT ARE CURRENTLY USED BY GFSB (EXISTING)
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PANEL NO. UPP 32 (EXISTING) LOAD SCHEDULE AT : MECH. RM.325
MAIN : cB 3,4W,380,/220Vac FLOOR : 3™ FL; 0,10-11
CAPACITY : 100 A. _ _18__ _ CIRCUITS AS 1-POLE MOUNTED :  SURFACE
CKT. CB CONDUCTOR CONDUIT CONNECTED LOAD (VA)
o DESCRIPTION
- P | At |1c SIZE TYPE SIZE A B c
1 XXX 1| 16 XXX XX XXX
3 XXX 1| 16 XXX XX XXX
5 XXX 1 16 XXX XX XXX
7 XXX 1| 16 XXX XX XXX
9 XXX 1 16 XXX XX XXX
1 OUTLET* 1| 18 2—4/2.5G% 1/2E* 1440
13 OUTLET* 1| 16 2-4/2.5G* 1/2E* 2160
15 OUTLET* 1| 16 2—4/2.5G* 1/2E* 2160
17 OUTLET* 1| 186 2-4/2.5G* 1/2E* 1440
19
21
23
25
27 3
n
29 v
31 R
[&)
33 £ ¢
35 g R
N .
37 0 >
39 < 3
py < S
g 2
2 XXX 1 16 x XXX <+ XX XXX
4 XXX 1| 16 XXX l?_J XX XXX
6 XXX 1 16 | © XXX < XX XXX
ol
8 XXX 1 16 XXX 2 XX XXX
10 XXX 1 16 é XXX g XX XXX
12 XXX 1| 18 XXX o XX XXX
14 OUTLET* 1| 16 2-4/2.5G% 1/2E* 1440
16 OUTLET* 1| 186 2—4/2.5G* 1/2E* 1440
18 OUTLET* 1| 16 2-4/2.5G* 1/2E* 1440
20
22
24
26
28
30
32
34
36
38
40
42
CONNECTED : MAIN MAN = exisTiNG XXXXX XXXXX XXXXX
TO :
UPS SUPPLY 3P 50AT p—
EXISTING FEEDER IC> 14 KA. : EXISTING XXXXX
NOTE: DEMAND XXXXX

— ' * ' NEW CIRCUIT BREAKERS AND/OR BRANCHES.
— THE UNMARKED (WITHOUT "*') CIRCUIT BREAKERS AND BRANCHES ARE EXISTING.

— XXX : CIRCUITS THAT ARE CURRENTLY USED BY GFSB (EXISTING)
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‘\_I_,/’ SCALE NTS

SB

SENSITIVE BUT
UNCLASSIFIED

H
FACILITIES MANAGEMENT
BANGKOK THAILAND G

THIS DOCUMENT IS THE PROPERTY OF THE U.S. GOVERNMENT. FURTHER
REPRODUCTION AND/OR DISTRIBUTION IS PROHIBITED WITHOUT THE EXPRESS
WRITTEN PERMISSION OF: OFFICE OF OVERSEAS BUILDINGS OPERATIONS,
U.S. DEPARTMENT OF STATE, WASHINGTON DC, 20522-0620. INFORMATION
ON THIS DOCUMENT IS NOT TO BE ALTERED EXCEPT WITH THE WRITTEN
APPROVAL OF THE INDIVIDUAL WHOSE SEAL APPEARS HEREON.
APPROVED BY [
F
DATE: / /
FACILITIES MANAGEMENT ACKNOWLEDGEMENT
DATE: / /
E
D
REV.
No.| DATE DESCRIPTION

ARCHITECT:

FACILITIES MANAGEMENT |

ENGINEER(S):

FACILITIES MANAGEMENT
C

PROJECT TITLE:

EOB 3RD FLOOR SPACE RENOVATION

DRAWING TITLE:

LOAD SCHEDULE 2 B

DRAWN BY: DATE:

FM. NOV 19, 2019

CHECKED BY: DATE:

FM APR 22, 2020

SCALE:

NTS.

DWG NO.:

E-06 "

CADD FILE: .

EE _ EOB 3rd Floor Renovationf - 2020(



AutoCAD SHX Text
IC>           KA.AT.415/240 VAC

AutoCAD SHX Text
MAIN :

AutoCAD SHX Text
42

AutoCAD SHX Text
CONNECTED :

AutoCAD SHX Text
TO :

AutoCAD SHX Text
UPS SUPPLY

AutoCAD SHX Text
IC >

AutoCAD SHX Text
30

AutoCAD SHX Text
36

AutoCAD SHX Text
40

AutoCAD SHX Text
38

AutoCAD SHX Text
34

AutoCAD SHX Text
32

AutoCAD SHX Text
28

AutoCAD SHX Text
24

AutoCAD SHX Text
26

AutoCAD SHX Text
20

AutoCAD SHX Text
22

AutoCAD SHX Text
18

AutoCAD SHX Text
14

AutoCAD SHX Text
16

AutoCAD SHX Text
12

AutoCAD SHX Text
8

AutoCAD SHX Text
10

AutoCAD SHX Text
6

AutoCAD SHX Text
4

AutoCAD SHX Text
2

AutoCAD SHX Text
41

AutoCAD SHX Text
37

AutoCAD SHX Text
39

AutoCAD SHX Text
35

AutoCAD SHX Text
MAIN :

AutoCAD SHX Text
CONDUIT :

AutoCAD SHX Text
5

AutoCAD SHX Text
9

AutoCAD SHX Text
21

AutoCAD SHX Text
27

AutoCAD SHX Text
31

AutoCAD SHX Text
33

AutoCAD SHX Text
29

AutoCAD SHX Text
25

AutoCAD SHX Text
23

AutoCAD SHX Text
15

AutoCAD SHX Text
19

AutoCAD SHX Text
17

AutoCAD SHX Text
13

AutoCAD SHX Text
11

AutoCAD SHX Text
PANEL NO.

AutoCAD SHX Text
CAPACITY :

AutoCAD SHX Text
5

AutoCAD SHX Text
7

AutoCAD SHX Text
3

AutoCAD SHX Text
1

AutoCAD SHX Text
NO.

AutoCAD SHX Text
CKT.

AutoCAD SHX Text
MAIN :

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
P

AutoCAD SHX Text
100 A.

AutoCAD SHX Text
UPP 32 (EXISTING)

AutoCAD SHX Text
CB

AutoCAD SHX Text
CONNECTED LOAD (VA)

AutoCAD SHX Text
CIRCUITS AS 1-POLE

AutoCAD SHX Text
TYPE

AutoCAD SHX Text
IC

AutoCAD SHX Text
AT

AutoCAD SHX Text
CB

AutoCAD SHX Text
CONDUCTOR

AutoCAD SHX Text
SIZE

AutoCAD SHX Text
LOAD SCHEDULE

AutoCAD SHX Text
30,4W,380/220Vac

AutoCAD SHX Text
18

AutoCAD SHX Text
/

AutoCAD SHX Text
CONDUIT

AutoCAD SHX Text
SIZE

AutoCAD SHX Text
A

AutoCAD SHX Text
FLOOR :

AutoCAD SHX Text
MOUNTED :

AutoCAD SHX Text
AT :

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
SURFACE 

AutoCAD SHX Text
EXISTING FEEDER

AutoCAD SHX Text
- ' * ' NEW CIRCUIT BREAKERS AND/OR BRANCHES.

AutoCAD SHX Text
- THE UNMARKED (WITHOUT '*') CIRCUIT BREAKERS AND BRANCHES ARE EXISTING.

AutoCAD SHX Text
%%UNOTE:

AutoCAD SHX Text
- XXX : CIRCUITS THAT ARE CURRENTLY USED BY GFSB (EXISTING)

AutoCAD SHX Text
PVC. INSULATED 450/750 V. 70 %%DC. (11-2553)

AutoCAD SHX Text
3   FL ; O,10-11

AutoCAD SHX Text
MECH. RM.325

AutoCAD SHX Text
rd

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
XXXXX

AutoCAD SHX Text
XXXXX

AutoCAD SHX Text
XXXXX

AutoCAD SHX Text
XXXXX

AutoCAD SHX Text
DEMAND      XXXXX

AutoCAD SHX Text
3P,50AT

AutoCAD SHX Text
14 KA.

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
16

AutoCAD SHX Text
16

AutoCAD SHX Text
16

AutoCAD SHX Text
16

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
16

AutoCAD SHX Text
16

AutoCAD SHX Text
16

AutoCAD SHX Text
16

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
1

AutoCAD SHX Text
16

AutoCAD SHX Text
OUTLET*

AutoCAD SHX Text
OUTLET*

AutoCAD SHX Text
OUTLET*

AutoCAD SHX Text
OUTLET*

AutoCAD SHX Text
OUTLET*

AutoCAD SHX Text
OUTLET*

AutoCAD SHX Text
OUTLET*

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
16

AutoCAD SHX Text
16

AutoCAD SHX Text
16

AutoCAD SHX Text
16

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
16

AutoCAD SHX Text
16

AutoCAD SHX Text
16

AutoCAD SHX Text
16

AutoCAD SHX Text
1

AutoCAD SHX Text
16

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
XXX

AutoCAD SHX Text
1/2E*

AutoCAD SHX Text
2-4/2.5G*

AutoCAD SHX Text
1/2E*

AutoCAD SHX Text
2-4/2.5G*

AutoCAD SHX Text
1/2E*

AutoCAD SHX Text
2-4/2.5G*

AutoCAD SHX Text
1/2E*

AutoCAD SHX Text
2-4/2.5G*

AutoCAD SHX Text
1/2E*

AutoCAD SHX Text
2-4/2.5G*

AutoCAD SHX Text
1/2E*

AutoCAD SHX Text
2-4/2.5G*

AutoCAD SHX Text
1/2E*

AutoCAD SHX Text
2-4/2.5G*

AutoCAD SHX Text
1440

AutoCAD SHX Text
2160

AutoCAD SHX Text
2160

AutoCAD SHX Text
1440

AutoCAD SHX Text
1440

AutoCAD SHX Text
1440

AutoCAD SHX Text
1440

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
NTS


N
PANEL NO. LP 33 (EXISTING) LOAD SCHEDULE AT : EE. RM.305 PANEL NO. PP 33 (EXISTING) LOAD SCHEDULE AT : EE. RM.305
MAIN : cB 30,4W,380,/220Vac FLOOR : 3 FL; M=N,3-4 MAIN : cB 30,4W,380,/220Vac FLOOR : 3 FL; M—N,3-4
CAPACITY : 100 A. _ _42  _ CIRCUITS AS 1-POLE MOUNTED :  SURFACE CAPACITY : 100 A. _ _42  _ CIRCUITS AS 1-POLE MOUNTED :  SURFACE
CKT. cB CONDUCTOR CONDUIT CONNECTED LOAD (VA) CKT. cB CONDUCTOR CONDUIT CONNECTED LOAD (VA) —
. DESCRIPTION . DESCRIPTION
NO. P | AT | IC SIZE TYPE SIZE A B [ NO. P | AT | IC SIZE TYPE SIZE A B c
1 LIGHTING* 1] 18 2—4/2.56% 1/2E% 1730 1 QUTLET* 1| 186 2—4/2.5G* 1,/2E% 900
3 LIGHTING* 1| 16 2-4/2.5G* 1/2E+ 1070 3 OUTLET* 1] 16 2-4/2.5G* 1/2E* 900
/ / / / FACILITIES MANAGEMENT
5 LIGHTING* 1] 16 2-4/9.5G% 1/2E* 600 5 OUTLET* 1] 16 2-4/2.5G* 1/2E* 1080 BANGKOK THAILAND I
7 LIGHTING* 1| 16 2-4/2.5G% 1/2E+ 1050 7 OUTLET* 1] 18 2-4/2.5G* 1/2E* 1260
9 LIGHTING* 1] 18 2-4/2.56* 1/2E 300 9 OUTLET* 1116 2-4/2.56* 1/2E 1440 REPRODUCTION A/ DISTRIBUTION 19 PROVBITED Wi THOUT THE DXPRESS
17 LIGHTING* 1| 16 2—4/2.5G* 1/2E* 550 1 OUTLET* 1| 16 2—4/2.5G* 1/2E% 1260 V'S, DEPARTENT OF STATE: WASHINGTON DG, 20523-0820. JuFORMATION
ON THIS DOCUMENT IS NOT TO BE ALTERED EXCEPT WITH THE WRITTEN
13 LIGHTING* 1 16 2_4/2_5(;* 1/2E* 1260 13 OUTLET* 1 16 2—4/2.5G* 1/2E* 900 APPROVAL OF THE INDIVIDUAL WHOSE SEAL APPEARS HEREON.
15 | LIGHTING* 1] 16 2-4/2.5G* 1/2E% 775 15 | ouTLET* 1| 16 2-4/2.5G* 1/2E% 720 APPROVED BY —
17 [ xxx 1| 16 XXX XX XXX 17 | oumET* 1] 16 2-4/2.56* 1/2E* 1080
19 | xxx 1] 16 XXX XX XXX 19 | OUTLET* 1| 16 2-4/2.5G* 1/2E* 900
21 XXX 1] 18 XXX XX XXX 21 OUTLET* 1| 16 2—4/2.5G* 1/2E* 1500
23 | xxx 1] 16 XXX XX XXX 23 | XXX (SPARE) 1] 16 - - - F
25 | xxx 1| 16 XXX - XX XXX 25 - XXX OATE: /)
27 | xxx 1| 16 XXX 2 XX XXX 27_|p xxx 3| 63 XXX o *X XXX FACILITIES MANAGEMENT ACKNOWLEDGEMENT
29 XXX 1 16 XXX Q XX XXX 29 o XXX
3 XXX 116 |, XXX R XX XXX 31 XXX (SPARE) 120 ], - = - -
33 XXX (SPARE) 116 | < - 3] - - 33 XXX 1] 2 | £ XXX o XX XXX B
35 XXX (SPARE) 1 16 g - R - - 35 XXX 1 20 E XXX [ XX XXX
37 | XXX (SPARE) HEE DS - = - - 37 | SPACE IR - > - -
© — o — — — 2 — o — —
39 | XXX (SPARE) 10| % 3 33 | SPACE 1 g 3 DATE: /
#“ XXX (SPARE) 11 20|53 - > - - o SPACE - 13 - > - - E
2 XXX (SPARE) 1] 16 | ¥ - ¢ - - 2 XXX (SPARE) 1| 16 | ¥ - ? _ -
4 XXX (SPARE) 1 16 - l‘?_J - - 4 XXX (SPARE) 1 16 - l‘?_J - -
6 XXX (SPARE) 1 16 | »w - 3 - - 6 XXX (SPARE) 1 16 | »w - 3 - -
2 2
8 XXX (SPARE) 1] 18 - 2 - - 8 XXX (SPARE) 1] 18 - 2 - -
10 XXX 1 16 é XXX 9 XX XXX 10 XXX (SPARE) 1 16 Q - 8 - -
12 XXX (SPARE) 1] 16 - & - - 12 XXX (SPARE) 1| 16 - g - -
14 XXX (SPARE) 1 16 - - - 14 XXX (SPARE) 1 16 - - -
16 XXX (SPARE) 1| 18 - - - 16 XXX (SPARE) 1] 18 - - -
18 XXX (SPARE) 1] 18 - - - 18 XXX 1] 18 XXX XX XXX D
20 | XXX (SPARE) 1] 16 - - - 20 -
22 | XXX (SPARE) 1| 16 - - - 22 [P xxx FEE - - - REV.I" pare DESCRIPTION
24 | XXX (SPARE) 1] 16 - - - 24 - :
ARCHITECT:
26 XXX (SPARE) 1 16 - - - 26 XXX 1 16 XXX XX XXX FACILITIES MANAGEMENT |
- - - XXX
28 XXX (SPARE) 1 25 28 XXX 1 16 XXX XX ENGINEERGS):
30 | XxX (SPARE) 1] 25 - - - 30 | xxX (SPARE) 1| 16 - - -
32 XXX 32 | xxx 1| 16 XX XXX
XXX FACILITIES MANAGEMENT
34 [p xxx 3| s0 XXX XX XXX 34 | XXX (SPARE) 1] 16 - - -
36 XXX 36 XXX (SPARE) 1 16 - - - C
38 | xxx 1| 16 XXX XX XXX 38 - R T
40 | xxx 1| 32 XXX XX XXX 40 [P xxx 3| 100 - - -
42 | XXX (SPARE) LY - - - 42 - EOB 3RD FLOOR SPACE RENOVATION
CONNECTED : MAIN - MAIN = eyisTinG XXXXX XXXXX XXXXX CONNECTED : MAIN MAIN = eyisTinG XXXXX XXXXX XXXXX —
TO : TO :
EXISTING FEEDER 3P,80AT EXISTING FEEDER 3P,BOAT
s 14k | CONUTE EXISTING XXXXX s 14k | CONUTS EXISTING XXXXX DRAWING TITLE:
NOTE: DEMAND XXXXX NOTE: DEMAND XXXXX LOAD SCHEDULE 3 .
— %' NEW CIRCUIT BREAKERS AND/OR BRANCHES. — ' * ' NEW CIRCUIT BREAKERS AND/OR BRANCHES.
— THE UNMARKED (WITHOUT **) CIRCUIT BREAKERS AND BRANCHES ARE EXISTING. — THE UNMARKED (WITHOUT **) CIRCUIT BREAKERS AND BRANCHES ARE EXISTING.
— XXX : CIRCUITS THAT ARE CURRENTLY USED BY OTHER (EXISTING) — XXX : CIRCUITS THAT ARE CURRENTLY USED BY OTHER (EXISTING) DRAWN BY: DATE:
FM. NOV 19, 2019
CHECKED BY: DATE: B
FM APR 22, 2020
SCALE: NTS
71\ LOAD SCHEDULE 3 R
! \I_/ " SCALE NTS A
S B CADD FILE: .
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NEW LIGHTING FIXTURE (2x20W. T8 PHILIPS LED COOL DAYLIGHT, 60x120mm. RECESSED FIXTURE)

NEW LIGHTING FIXTURE (2x10W. T8 PHILIPS LED COOL DAYLIGHT, 80x60mm. RECESSED FIXTURE)

ON/OFF LIGHTING SWITCH (BTICINO)

SELF—CONTAINED EMERGENCY BATTERY LIGHT UNIT (2x9W. LED LAMP)
(BATTERY BACK UP TIME 2 HOURS)

3W. LED EXIT LIGHT

(WTH BATTERY BACK UP 2 HOURS)

JUNCTION BOX.

DUPLEX , 2P + GRD , 250V. 16A. (UNIVERSAL TYPE), PLASTIC COVER PLATE RED COLOUR.
DUPLEX , 2P + GRD , 250V. 16A. (UNIVERSAL TYPE), PLASTIC COVER PLATE WHITE IVORY COLOUR.

LEGEND:
=Y
X
P ELECTRICAL PANEL
S
o)
[300]
Q
Qu
)
=

NONE FUSIBLE SAFETY SWITCH. 2P+G 30A.RATED 250V. NEMA3R
(GENERAL INSTALL AT G0OMM. AFF.)

IECOT WIRE IN METALIC CONDUIT CONCEALED , SIZE AND TYPE AS INDICATE IN LOAD SCHEDULE OR AS INDICATE IN DRAWING.
e 2C—4/2.5G , VCT CABLE IN WORK STATION PARTITION CHANNEL

NOTE :
1. SWITCHES AND OUTLETS INSTALLED DIMENSION INDICATED ON DRAWING ARE NOT TO SCALE
2. ALL OUTLETS SHALL BE LABELED (PANEL ID & CIRCUIT NUMBER)
ELECTRICAL SYSTEM
LEGEND :
[M] EXISTING MONITOR MODULE
EXISTING ADDRESSABLE MANUAL PULL STATION
EXISTING ADDRESSABLE ALARM WITH STROBE LIGHT
(®  EXISTING ADDRESSABLE SMOKE DETECTOR
6P EXISTING EVACUATION SOUND SPEAKER FROM POST 4
NOTE: -
1. CONTRACTOR SHALL BE REMOVE AND RE—INSTALL ALL FIRE ALARM EQUIPMENTS TO NEW LOCATION AS PER DRAWING.
2. CONTRACTOR SHALL BE CONTACT AUTHORIZED VENDER OF NOTIFIRE SYSTEM FOR SETTING UP THE ADDRESS OF EQUIPMENT AND RE—PROGRAM.
3. CONTRACTOR SHALL BE PROVIDE CABLE TYPE AS SAME AS EXISTING INCASE OF NEW WIRING.
FIRE ALARM SYSTEM
VOICE
LEGEND :
*Z = TELEPHONE OUTLET , "x" INDICATES NUMBER OF OUTLETS (1 QUTLET IF NOT INDICATED),
COMMSCOPE UNJ500—BL RJ45 CAT—6 JACK BLUE,
709173 UNF—MFMV—2P—IV SINGLE-GANG VERTICAL MODULAR FACEPLATES, 2 PORTS, IVORY. (COMMSCOPE)
—T— = TELEPHONE WIRING , CAT—6 CMP TYPE BLUE COLOR (BRAND: MOHAWK OR GENERAL CABLE OR APPROVED CABLE), IN #3/4" EMT
— 72 = TELEPHONE WIRING , CAT-6 CMP TYPE BLUE COLOR (BRAND: MOHAWK OR GENERAL CABLE OR APPROVED CABLE), 'x' WIRES IN @'y’ EMT
—A-T— = TELEPHONE WIRING , CAT—6 CMP TYPE BLUE COLOR (BRAND: MOHAWK OR GENERAL CABLE OR APPROVED CABLE), 'x' WIRES (1 WIRE IF NOT INDICATED),

IN WALL/FLOOR SKIRT OR IN FURNITURE PARTITION CHANNEL

NOTE : 1. ALL TEL. OUTLETS SHALL BE LABELED.
2. ALL TEL. CABLES ARE REQUIRED TO BE TESTED TO ANSI/TIA/EIA STANDARDS.

TELEPHONE SYSTEM
LEGEND : [0 bATA
" [P] PRINTER
« [E] = DATA/COMPUTER OUTLET , "x" INDICATES NUMBER OF OUTLETS (1 OUTLET IF NOT INDICATED),
CAT 6, RJA5 WTH WHITE OR "IVORY COLOUR PLASTIC COVER PLATE [1] oN

——C—— = DATA/COMPUTER WIRING , CAT—6 CMP TYPE WHITE COLOR (BRAND: MOHAWK OR GENERAL CABLE OR APPROVED CABLE, IN #3/4" EMT SPARE
—c3¥ - DATA/COMPUTER WIRING , CAT—6 CMP TYPE WHITE COLOR (BRAND: MOHAWK OR GENERAL GABLE OR APPROVED CABLE, 'x' WIRES IN @'y EMT
ahaCem= = DATA/COMPUTER WIRING , UTP CAT—5E, LSOH 4—PAIRS 0.5mm., 'x' WIRES (1 WIRE IF NOT INDICATED),

IN WALL/FLOOR SKIRT OR iN FURNITURE ‘PARTITION CHANNEL

NOTE : 1. ALL DATA/COMPUTER OUTLETS SHALL BE LABELED. COMPUTER / LAN SYSTEM

2. ALL DATA/COMPUTER CABLES ARE REQUIRED TO BE TESTED TO ANSI/TIA/EIA STANDARDS.

/1\_LEGEND AND NOTE

‘\_I_,/’ SCALE NTS

SB

SENSITIVE BUT
UNCLASSIFIED

H
FACILITIES MANAGEMENT
BANGKOK THAILAND G
THIS DOCUMENT IS THE PROPERTY OF THE U.S. GOVERNMENT. FURTHER
REPRODUCTION AND/OR DISTRIBUTION IS PROHIBITED WITHOUT THE EXPRESS
WRITTEN PERMISSION OF: OFFICE OF OVERSEAS BUILDINGS OPERATIONS,
U.S. DEPARTMENT OF STATE, WASHINGTON DC, 20522-0620. INFORMATION
ON THIS DOCUMENT IS NOT TO BE ALTERED EXCEPT WITH THE WRITTEN
APPROVAL OF THE INDIVIDUAL WHOSE SEAL APPEARS HEREON.
APPROVED BY [
F
DATE: / /
FACILITIES MANAGEMENT ACKNOWLEDGEMENT
DATE: / /
E
D
1 07/21/2020 | ADD LEGEND ON FIRE ALARM SYSTEM : EXISTNG
EVACUATION SOUND SPEAKER FROM POST 4
REV.
No.| DATE DESCRIPTION
ARCHITECT:
FACILITIES MANAGEMENT |
ENGINEER(S):
FACILITIES MANAGEMENT
C
PROJECT TITLE:
EOB 3RD FLOOR SPACE RENOVATION
DRAWING TITLE:
LEGEND AND NOTE B
DRAWN BY: DATE:
FM. NOV 19, 2019
CHECKED BY: DATE:
FM APR 22, 2020
SCALE:
NTS.
DWG NO.:
E-08 "
CADD FILE: .
EE _ EOB 3rd Floor Renovationf - 2020(



AutoCAD SHX Text
2C-4/2.5G , VCT CABLE IN WORK STATION PARTITION CHANNEL

AutoCAD SHX Text
IEC01 WIRE IN METALIC CONDUIT CONCEALED , SIZE AND TYPE AS INDICATE IN LOAD SCHEDULE OR AS INDICATE IN DRAWING.

AutoCAD SHX Text
DUPLEX , 2P + GRD , 250V. 16A. (UNIVERSAL TYPE), PLASTIC COVER PLATE WHITE IVORY COLOUR.

AutoCAD SHX Text
1. SWITCHES AND OUTLETS INSTALLED DIMENSION INDICATED ON DRAWING ARE NOT TO SCALE

AutoCAD SHX Text
%%UNOTE :

AutoCAD SHX Text
2. ALL OUTLETS SHALL BE LABELED (PANEL ID & CIRCUIT NUMBER)

AutoCAD SHX Text
%%ULEGEND :

AutoCAD SHX Text
= TELEPHONE OUTLET , "x" INDICATES NUMBER OF OUTLETS (1 OUTLET IF NOT INDICATED),

AutoCAD SHX Text
= TELEPHONE WIRING , CAT-6 CMP TYPE BLUE COLOR (BRAND: MOHAWK OR GENERAL CABLE OR APPROVED CABLE), 'x' WIRES IN %%C'y' EMT

AutoCAD SHX Text
= TELEPHONE WIRING , CAT-6 CMP TYPE BLUE COLOR (BRAND: MOHAWK OR GENERAL CABLE OR APPROVED CABLE), 'x' WIRES (1 WIRE IF NOT INDICATED),

AutoCAD SHX Text
= TELEPHONE WIRING , CAT-6 CMP TYPE BLUE COLOR (BRAND: MOHAWK OR GENERAL CABLE OR APPROVED CABLE), IN %%C3/4" EMT

AutoCAD SHX Text
T

AutoCAD SHX Text
x,y

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
x

AutoCAD SHX Text
x

AutoCAD SHX Text
COMMSCOPE UNJ500-BL RJ45 CAT-6 JACK BLUE,

AutoCAD SHX Text
IN WALL/FLOOR SKIRT OR IN FURNITURE PARTITION CHANNEL

AutoCAD SHX Text
%%UNOTE :

AutoCAD SHX Text
1. ALL TEL. OUTLETS SHALL BE LABELED.

AutoCAD SHX Text
%%ULEGEND :

AutoCAD SHX Text
= DATA/COMPUTER OUTLET , "x" INDICATES NUMBER OF OUTLETS (1 OUTLET IF NOT INDICATED),

AutoCAD SHX Text
= DATA/COMPUTER WIRING , CAT-6 CMP TYPE WHITE COLOR (BRAND: MOHAWK OR GENERAL CABLE OR APPROVED CABLE, IN %%C3/4" EMT

AutoCAD SHX Text
= DATA/COMPUTER WIRING , CAT-6 CMP TYPE WHITE COLOR (BRAND: MOHAWK OR GENERAL CABLE OR APPROVED CABLE, 'x' WIRES IN %%C'y' EMT

AutoCAD SHX Text
= DATA/COMPUTER WIRING , UTP CAT-5E, LSOH 4-PAIRS 0.5mm., 'x' WIRES (1 WIRE IF NOT INDICATED),

AutoCAD SHX Text
x,y

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
x

AutoCAD SHX Text
x

AutoCAD SHX Text
C

AutoCAD SHX Text
IN WALL/FLOOR SKIRT OR IN FURNITURE PARTITION CHANNEL

AutoCAD SHX Text
CAT 6 , RJ45 WITH WHITE OR IVORY COLOUR PLASTIC COVER PLATE.

AutoCAD SHX Text
C

AutoCAD SHX Text
709173 UNF-MFMV-2P-IV SINGLE-GANG VERTICAL MODULAR FACEPLATES, 2 PORTS, IVORY. (COMMSCOPE)

AutoCAD SHX Text
FOR  :

AutoCAD SHX Text
D

AutoCAD SHX Text
DATA

AutoCAD SHX Text
P

AutoCAD SHX Text
PRINTER

AutoCAD SHX Text
I

AutoCAD SHX Text
DIN

AutoCAD SHX Text
S

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
FOR  :

AutoCAD SHX Text
V

AutoCAD SHX Text
VOICE

AutoCAD SHX Text
2. ALL TEL. CABLES ARE REQUIRED TO BE TESTED TO ANSI/TIA/EIA STANDARDS.

AutoCAD SHX Text
%%UNOTE :

AutoCAD SHX Text
1. ALL DATA/COMPUTER OUTLETS SHALL BE LABELED.

AutoCAD SHX Text
2. ALL DATA/COMPUTER CABLES ARE REQUIRED TO BE TESTED TO ANSI/TIA/EIA STANDARDS.

AutoCAD SHX Text
DUPLEX , 2P + GRD , 250V. 16A. (UNIVERSAL TYPE), PLASTIC COVER PLATE RED COLOUR.

AutoCAD SHX Text
U

AutoCAD SHX Text
NEW LIGHTING FIXTURE (2x20W. T8 PHILIPS LED COOL DAYLIGHT, 60x120mm. RECESSED FIXTURE)

AutoCAD SHX Text
ELECTRICAL PANEL

AutoCAD SHX Text
SELF-CONTAINED EMERGENCY BATTERY LIGHT UNIT (2x9W. LED LAMP)

AutoCAD SHX Text
ON/OFF LIGHTING SWITCH (BTICINO)

AutoCAD SHX Text
3W. LED EXIT LIGHT

AutoCAD SHX Text
(BATTERY BACK UP TIME 2 HOURS)

AutoCAD SHX Text
(WITH BATTERY BACK UP 2 HOURS)

AutoCAD SHX Text
EXIT

AutoCAD SHX Text
B

AutoCAD SHX Text
S

AutoCAD SHX Text
%%ULEGEND:

AutoCAD SHX Text
JUNCTION BOX.

AutoCAD SHX Text
J

AutoCAD SHX Text
NONE FUSIBLE SAFETY SWITCH. 2P+G 30A.RATED 250V. NEMA3R (GENERAL INSTALL AT 600MM. AFF.)

AutoCAD SHX Text
wp.

AutoCAD SHX Text
NEW LIGHTING FIXTURE (2x10W. T8 PHILIPS LED COOL DAYLIGHT, 60x60mm. RECESSED FIXTURE)

AutoCAD SHX Text
%%ULEGEND :

AutoCAD SHX Text
EXISTING MONITOR MODULE

AutoCAD SHX Text
EXISTING ADDRESSABLE ALARM WITH STROBE LIGHT

AutoCAD SHX Text
EXISTING ADDRESSABLE SMOKE DETECTOR

AutoCAD SHX Text
EXISTING ADDRESSABLE MANUAL PULL STATION

AutoCAD SHX Text
M

AutoCAD SHX Text
F

AutoCAD SHX Text
B

AutoCAD SHX Text
S

AutoCAD SHX Text
NOTE:-

AutoCAD SHX Text
1. CONTRACTOR SHALL BE REMOVE AND RE-INSTALL ALL FIRE ALARM EQUIPMENTS TO NEW LOCATION AS PER DRAWING. 

AutoCAD SHX Text
2. CONTRACTOR SHALL BE CONTACT AUTHORIZED VENDER OF NOTIFIRE SYSTEM FOR SETTING UP THE ADDRESS OF EQUIPMENT AND RE-PROGRAM. 

AutoCAD SHX Text
3. CONTRACTOR SHALL BE PROVIDE CABLE TYPE AS SAME AS EXISTING INCASE OF NEW WIRING.

AutoCAD SHX Text
EXISTING EVACUATION SOUND SPEAKER FROM POST 4 

AutoCAD SHX Text
SP

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
NTS

AutoCAD SHX Text
1

AutoCAD SHX Text
07/21/2020

AutoCAD SHX Text
ADD LEGEND ON FIRE ALARM SYSTEM : EXISTING 

AutoCAD SHX Text
EVACUATION SOUND SPEAKER FROM POST 4


ABBREVIATIONS VALVE AND ACCESSORIES SYMBOLS PIPING SYMBOLS ELECTRICAL SYMBOLS
SYMBOLS DESCRIPTION SYMBOLS DESCRIPTION SYMBOLS DESCRIPTION SYMBOLS DESCRIPTION
e AR CONDITIONNG NOTOR CONTROL CENTER —0—— | creuaine e ——cs—— | CHILLED WATER SUPPLY TO AHU OR FCU °( ON LOAD ISOLATING SWITCH
BLOG BULDING 0 THERMOMETER ——am—— | CHILLED WATER RETURN FROM AHU OR FCU > MOULD CASE CIRCUIT BREAKER
-c DEGREE. CELCIUS g PRESSURE GAUGE WTH SNUBBER AND NEEDLE VALVE WTH DRAN | ———cos—— | CONDENSER WATER SUPPLY FROM COOLING TOWER —o3—— | carmoce Fuse
&Y CEILNG DIFFUSER WITH VOLUME DAMPER ——ICO— | ruexeie PPE coNNECTION ———cor—— || CONDENSER WATER RETURN TO COOLING TOWER n:=:| HOLDING COIL OF CONTROL RELAY (C) OR MOTOR STARTER (M)
CH-01 CHILLER (01 = NO. OF UNIT) ——pa— || GATE VALVE ¢ COMMON PIPE [::I TIMER RELAY
cHP-02 || CHILLED WATER PUMP (02 = NO. OF UNIT) ——pe—— || cLoe e — —o— — | oran PRE ::;E VOLTAGE. TRANSFORMER
CHP1-02  [| PRIMARY CHILLED WATER PUMP (02 = NO. OF UNIT) —G—— | s v u MAKE-UP WATER X ALARM BELL
cHP2-04 | SECONDARY CHILLED WATER PUMP (04 = NO. OF UNT) ——RQ—— || cHEck VAVE, SLENT TYPE ——— | covauzm DIRECT-ON-LINE NOTOR STARTER
PFP-01 || PACKAGE FILTERNG PUNP (01 = NO. OF UNT) ——b—— || sumerrLy e 0 OVERFLOW WYE-DELTA MOTOR STARTER
o CELNG ) SOLENOID VALVE B BLEED OFF ﬂ&— CURRENT TRANSFORVER
om. CENTMETRE E 2-WAY ELECTRIC MOTORIZED CONTROL VALVE, SPRING RETURN ——ex—— || EXPANSION LINE Y] AMMETER
coP-035 || CONDENSER WATER PUMP (03 = NO. OF UNIT) E 3-WAY ELECTRIC MOTORIZED CONTROL VALVE, SPRING RETURN s REFRIGERANT SUCTION LINE ™ VOLTMETER
cr-04  [| COOLNG TOWER (04 = NO. OF UNIT) E 2-WAY ELECTRIC MOTORZED BUTTERFLY VALVE L REFRIGERANT LIQUID LINE @ SELECTOR SWITCH FOR VOLTVETER OR ANPMETER
) DRAN LI PRESSURE RELIEF VALVE ——————— | FLOW DRECTION OF ARROW [} PILOT LANP , R=RED , G=GREEN , Y=YELLOW OR ORANGE
N DOWN ———l?sl——— PACKAGED FILTERING UNIT ——— | mncHor, man (] KILOWATT METER
00C DIRECT DIGITAL CONTROLS ———§—— | MULTIPURPOSE BALANCING VALVE (WITH FLOW MEASURING PORT) = PIPE SLOPE 1:200 o] KILOWATT HOUR METER
ED EXHAUST AR DUCT ‘; AUTONATIC AR VENT WITH VALVE KLOVAR METER
& EXHAUST AR GRLLE B FLOW SWTCH AR SIDE SYMBOLS (3| POVER FACTOR METER
AL EXHAUST AR LOUVRE, WEATHER PROOF WITH PLENUM ——w—— | waTeR weTeR SYMBOLS DESCRIPTION '/ o® ‘/ NORVALLY OPENED CONTACT (LOW VOLTAGE OR HIGH VOLTAGE)
AR EXHAUST AR REGISTER T || PRESSURE GAUGE TEST WELL §—Ax8 3 || ovor sz, FRsT FGuRe sze sHown, SEcoND AGURE SIZE NT SHOWN "ﬁ w': NORVALLY CLOSED CONTACT (LOW VOLTAGE OR HIGH VOLTAGE)
B EXHAUST AR PLENUM i DIRT POCKET X DUCT SECTION, POSITVE PRESSURE, FIRST FIGURE IS TOP SIDE (lc o ?) NORVALLY OPENED CONTACT, RELAY-ON (LOW VOLTAGE OR HIGH VOLTAGE)
FAD FRESH AR DUCT — B | EXPANSION JONT (STANLESS STEEL BELLOW TYPE) Pl DUCT SECTION, NEGATNE PRESSURE. FIRST FIGURE IS TOP SIDE >5¢ R :ﬂ NORVALLY OPENED CONTACT, RELAY-OFF (LOW VOLTAGE OR HIGH VOLTAGE)
FAL FRESH AR LOUVRE, WEATHER PROOF WITH PLENUM ——= | THERMOMETER TEST WELL :Em DUCT ELBOW UP (% oR ?i NORMALLY CLOSED CONTACT, RELAY-OFF (LOW VOLTAGE OR HIGH VOLTAGE)
) FLOOR DRAN —e CAPPED GATE VALVE FOR FUTURE CONNECTION T | over esow com >¥ o ?( NORVALLY CLOSED CONTACT, RELAY-ON (LOW VOLTAGE OR HIGH VOLTAGE)
FRD FIRE DAMPER FITTING SYMBOLS Q—f ROUND ELBOW I-b\‘ START PUSH BUTTON
® GRAVITY DANPER SYMBOLS DESCRIPTION f—f DUCT ELBON WITH TURNING VANE »2 STOP PUSH BUTTON
. KILOWATT L esower L Tem 3 | oucr Tansmon --1'3¢& R ...?‘& OVERLOAD OF MOTOR CONTACTOR
KED KITCHEN EXHAUST DUCT S | eoow 45 [ - | CELING DIFFUSER, WITH VD AND IN ISULATED PLENUM BOX A/s ou AUTO-OFF~MANUAL SELECTOR SWITCH
B — Ll il [ T B0 | wercomormo w0 o somamon oo
Lsp LNEAR SLOT DIFFUSER @———————— || ELeow Lookne DowN e | EXHAUST AR GRILLE = WALL MOUNTED PANEL BOARD
A MAXIMUM £ | eoon revuone w OB RETURN AR GRILLE l_ CONNECTED TO GROUNDING SYSTEM.
MIN NINMUM X LONG RADIUS ELBOW ﬂ SIDE WALL SUPPLY AR GRILLE m ROOM TEMPERATURE SENSOR. FOR DDC CONTROL VIA BMS
m WETRE —o—— || T wokne up % SIDE WALL RETURN AR GRILLE [GR STAND ALONE ELECTRONIC, TYPE THERWOSTAT WITH LOCKABLE COVER AND
mm. MILLIVETRE ——e——— | TEE LooKING DOWN +—ﬂ—4. IN-DUCT ACCESS PANEL WITH AR TIGHT GASKET. ®p RO o e SCLEeTION D, o7 Fom:
MWD MOTORISED VOLUME DAMPER 5 CONNECTION TOP E=e——=w» VOLUME DAMPER ©r FAN SPEED SWITCH
ND NEAREST ORAN A CONNECTION BOTTOM El-vl? MOTORISED VOLUME DAVPER ¥ FIRE STAT
RAC RETURN AR CHAVBER R N :E%:'}‘ FRE DANPER AND SLEEVE WITH DUCT ACCESS PANEL SMOKE DETECTOR
RO RETURN AR DUCT ——i—— || reoucr F—{s\—$ [ souwo amenutor —_ DISCONNECTING SWTCH (NON FUSE TYPE)
RAC RETURN AR CRILLE ——p—— || Rebucer concentre I} | Fiexeie ouct connection (un] DISCONNECTING SWTCH BY OTHER (NON FUSE TYPE)
RR RETURN AR REGISTER ——=oy || REDUCER ECCENTRIC STRAGHT INVERT lavavavaa AR FILTER i DISCONNECTING SWITCH, WEATHER PROOF TYPE (NON FUSE TYPE)
3 RETURN AR PLENUM — o | REDUCER ECCENTRIC STRAIGHT CROWN — COOLING COL MHye DISCONNECTING SWITCH, WEATHER PROOF TYPE, BY OTHER (NON FUSE TYPE)
w0 SUPPLY AR DUCT 11?‘ LATERAL g ® VARWBLE SPEED DRVE
SPUTTER DAVPER
e SUPPLY AR GRILLE —— | v £ BT~ DIFFERENTIAL PRESSURE TRANSMITTER
SR SUPPLY AR REGISTER —— ] unon "4 | NTERNAL DUCT INSULATION 50mm. © 48kg/fh. Me® MOTOR
o SUPPLY AR PLENUM ————1 || RevowaBLE P END *_ﬁ'_* DUCT SLOPE 1:200
™ TRANSFER AR GRLLE ————n || BuN> FLANGE END E] GRAVITY DAVPER
™ TRANSFER AR REGSTER —————— || cieavour ok PLUG E CELING ACCESS PANEL 600 x 600mm. BY MAN CONTRACTOR
v VOLUME DAMPER _N\_ STRANER WITH BLOW-OFF ® DOOR GRILLE REFER TO SCHEDULE FOR SIZE
vsD VARABLE SPEED DRNVE ---- DRAN PIPE CONNECTION Q) CIRCULAR DUCT OR FLUE
w/ WITH
24-01 || AR HANDLING UNIT (2=NO. OF FLOOR, 01=NO. OF UN)
o0n PANELBOARD FOR AIR CONDITIONING UNIT AND VENTILATION FAN
(2=NO. OF FLOOR, 01=NO. OF
Aoz || PANELBOARD FOR AR CONDTIONNG UNI AND VENTILION FAN EVE SUPPLY
(3=NO. OF FLOOR, 02=NO. OF
2000-03 [ AR OR WATER COOLED CONDENSING UNIT (2=NO. OF FLOOR, 03=NO. OF UNT)
403 || FAN COL UNT FOR CHLLED WATER (4=NO. OF FLOOR, 03=NO. OF UNT)

SB

SENSITIVE BUT
UNCLASSIFIED

FACILITIES MANAGEMENT

BANGKOK THAILAND

THIS DOCUMENT IS THE PROPERTY OF THE U.S. GOVERNMENT. FURTHER
REPRODUCTION AND/OR DISTRIBUTION IS PROHIBITED WITHOUT THE EXPRESS
WRITTEN PERMISSION OF: OFFICE OF OVERSEAS BUILDINGS OPERATIONS,
U.S. DEPARTMENT OF STATE, WASHINGTON DC, 20522-0620. INFORMATION
ON THIS DOCUMENT IS NOT TO BE ALTERED EXCEPT WITH THE WRITTEN
APPROVAL OF THE INDIVIDUAL WHOSE SEAL APPEARS HEREON.

APPROVED BY

DATE: / /

FACILITIES MANAGEMENT ACKNOWLEDGEMENT

DATE: / /
REV.
NO. DATE DESCRIPTION
ARCHITECT:

FACILITIES MANAGEMENT

ENGINEER(S):

FACILITIES MANAGEMENT

PROJECT TITLE:

EOB 3RD FLOOR SPACE RENOVTION

DRAWING TITLE:

SYMBOLS AND ABBREVIATIONS

DRAWN BY: DATE:

FM. APRIL 25, 2020
CHECKED BY: DATE:

FM. APRIL 25, 2020
SCALE: 1:300
DWG NO.:

MO1

CADD FILE:

MO1 - HVAC Symbols.dwg

| Il



AutoCAD SHX Text
LSD

AutoCAD SHX Text
LINEAR SLOT DIFFUSER

AutoCAD SHX Text
PANELBOARD FOR AIR CONDITIONING UNIT AND VENTILATION FAN EMERGENCY SUPPLY 

AutoCAD SHX Text
4F-03

AutoCAD SHX Text
3EAP02

AutoCAD SHX Text
2CDU-03

AutoCAD SHX Text
FAN COIL UNIT FOR CHILLED WATER (4=NO. OF FLOOR, 03=NO. OF UNIT)

AutoCAD SHX Text
AIR OR WATER COOLED CONDENSING UNIT (2=NO. OF FLOOR, 03=NO. OF UNIT)

AutoCAD SHX Text
(3=NO. OF FLOOR, 02=NO. OF PANELBOARD)

AutoCAD SHX Text
TAR

AutoCAD SHX Text
W/

AutoCAD SHX Text
2AP01

AutoCAD SHX Text
2A-01

AutoCAD SHX Text
VSD

AutoCAD SHX Text
VD

AutoCAD SHX Text
TAG

AutoCAD SHX Text
SAP

AutoCAD SHX Text
SAG

AutoCAD SHX Text
SAR

AutoCAD SHX Text
SAD

AutoCAD SHX Text
RAR

AutoCAD SHX Text
RAP

AutoCAD SHX Text
RAG

AutoCAD SHX Text
RAC

AutoCAD SHX Text
RAD

AutoCAD SHX Text
ND

AutoCAD SHX Text
MVD

AutoCAD SHX Text
mm.

AutoCAD SHX Text
m.

AutoCAD SHX Text
MIN

AutoCAD SHX Text
MAX

AutoCAD SHX Text
AIR HANDLING UNIT (2=NO. OF FLOOR, 01=NO. OF UNIT)

AutoCAD SHX Text
PANELBOARD FOR AIR CONDITIONING UNIT AND VENTILATION FAN

AutoCAD SHX Text
TRANSFER AIR REGISTER 

AutoCAD SHX Text
(2=NO. OF FLOOR, 01=NO. OF PANELBOARD)

AutoCAD SHX Text
WITH

AutoCAD SHX Text
VARIABLE SPEED DRIVE

AutoCAD SHX Text
VOLUME DAMPER

AutoCAD SHX Text
TRANSFER AIR GRILLE

AutoCAD SHX Text
SUPPLY AIR PLENUM

AutoCAD SHX Text
SUPPLY AIR GRILLE

AutoCAD SHX Text
SUPPLY AIR REGISTER 

AutoCAD SHX Text
SUPPLY AIR DUCT

AutoCAD SHX Text
RETURN AIR GRILLE

AutoCAD SHX Text
RETURN AIR REGISTER 

AutoCAD SHX Text
RETURN AIR PLENUM

AutoCAD SHX Text
NEAREST DRAIN

AutoCAD SHX Text
RETURN AIR CHAMBER

AutoCAD SHX Text
RETURN AIR DUCT

AutoCAD SHX Text
MOTORISED VOLUME DAMPER

AutoCAD SHX Text
MILLIMETRE

AutoCAD SHX Text
METRE

AutoCAD SHX Text
MAXIMUM

AutoCAD SHX Text
MINIMUM

AutoCAD SHX Text
SYMBOLS

AutoCAD SHX Text
LEV

AutoCAD SHX Text
KED

AutoCAD SHX Text
GD

AutoCAD SHX Text
kW.

AutoCAD SHX Text
FRD

AutoCAD SHX Text
FAL

AutoCAD SHX Text
FD

AutoCAD SHX Text
FAD

AutoCAD SHX Text
EAR

AutoCAD SHX Text
EAP

AutoCAD SHX Text
EAL

AutoCAD SHX Text
CT-04

AutoCAD SHX Text
EAG

AutoCAD SHX Text
DDC

AutoCAD SHX Text
EAD

AutoCAD SHX Text
DN

AutoCAD SHX Text
D

AutoCAD SHX Text
CLG

AutoCAD SHX Text
CDP-03

AutoCAD SHX Text
cm.

AutoCAD SHX Text
PFP-01

AutoCAD SHX Text
CHP2-04

AutoCAD SHX Text
EXHAUST AIR LOUVRE, WEATHER PROOF WITH PLENUM

AutoCAD SHX Text
KITCHEN EXHAUST DUCT

AutoCAD SHX Text
LEVEL

AutoCAD SHX Text
GRAVITY DAMPER

AutoCAD SHX Text
FIRE DAMPER

AutoCAD SHX Text
KILOWATT

AutoCAD SHX Text
FRESH AIR LOUVRE, WEATHER PROOF WITH PLENUM

AutoCAD SHX Text
FLOOR DRAIN

AutoCAD SHX Text
FRESH AIR DUCT

AutoCAD SHX Text
EXHAUST AIR REGISTER 

AutoCAD SHX Text
EXHAUST AIR PLENUM

AutoCAD SHX Text
WM

AutoCAD SHX Text
FS

AutoCAD SHX Text
PRV

AutoCAD SHX Text
M

AutoCAD SHX Text
M

AutoCAD SHX Text
SECONDARY CHILLED WATER PUMP (04 = NO. OF UNIT)

AutoCAD SHX Text
COOLING TOWER (04 = NO. OF UNIT)

AutoCAD SHX Text
DIRECT DIGITAL CONTROLS

AutoCAD SHX Text
EXHAUST AIR GRILLE

AutoCAD SHX Text
EXHAUST AIR DUCT

AutoCAD SHX Text
DOWN

AutoCAD SHX Text
DRAIN

AutoCAD SHX Text
PACKAGE FILTERING PUMP (01 = NO. OF UNIT)

AutoCAD SHX Text
CONDENSER WATER PUMP (03 = NO. OF UNIT)

AutoCAD SHX Text
CEILING

AutoCAD SHX Text
CENTIMETRE

AutoCAD SHX Text
M

AutoCAD SHX Text
S

AutoCAD SHX Text
P

AutoCAD SHX Text
CHP1-02

AutoCAD SHX Text
CHP-02

AutoCAD SHX Text
CH-01

AutoCAD SHX Text
%%DC

AutoCAD SHX Text
CD

AutoCAD SHX Text
BLDG

AutoCAD SHX Text
SYMBOLS

AutoCAD SHX Text
AMCC

AutoCAD SHX Text
CEILING DIFFUSER WITH VOLUME DAMPER

AutoCAD SHX Text
PRIMARY CHILLED WATER PUMP (02 = NO. OF UNIT)

AutoCAD SHX Text
CHILLED WATER PUMP (02 = NO. OF UNIT)

AutoCAD SHX Text
CHILLER (01 = NO. OF UNIT)

AutoCAD SHX Text
DEGREE CELCIUS

AutoCAD SHX Text
BUILDING

AutoCAD SHX Text
ABBREVIATIONS

AutoCAD SHX Text
AIR CONDITIONING MOTOR CONTROL CENTER

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
SYMBOLS

AutoCAD SHX Text
WALL MOUNTED PANEL BOARD

AutoCAD SHX Text
EXHAUST AIR GRILLE

AutoCAD SHX Text
THERMOMETER TEST WELL

AutoCAD SHX Text
CONNECTED TO GROUNDING SYSTEM.

AutoCAD SHX Text
SMOKE DETECTOR

AutoCAD SHX Text
FAN SPEED SWITCH

AutoCAD SHX Text
THREE SPEED FAN SWITCH.

AutoCAD SHX Text
VARIABLE SPEED DRIVE

AutoCAD SHX Text
DISCONNECTING SWITCH (NON FUSE TYPE)

AutoCAD SHX Text
DIFFERENTIAL PRESSURE TRANSMITTER

AutoCAD SHX Text
DISCONNECTING SWITCH, WEATHER PROOF TYPE, BY OTHER (NON FUSE TYPE)

AutoCAD SHX Text
DISCONNECTING SWITCH BY OTHER (NON FUSE TYPE)

AutoCAD SHX Text
DISCONNECTING SWITCH, WEATHER PROOF TYPE (NON FUSE TYPE)

AutoCAD SHX Text
ROOM TEMPERATURE SENSOR. FOR DDC CONTROL VIA BMS

AutoCAD SHX Text
STAND ALONE ELECTRONIC TYPE THERMOSTAT WITH LOCKABLE COVER AND

AutoCAD SHX Text
AUTO/MANUAL FUNCTION, THREE SPEED SELECTION AND SET POINT ADJUSTMENT.

AutoCAD SHX Text
GUEST ROOM THERMOSTAT. DIGITAL DISPLAY WITH DUAL SET POINT.

AutoCAD SHX Text
CLEANOUT OR PLUG

AutoCAD SHX Text
STRAINER WITH BLOW-OFF

AutoCAD SHX Text
DRAIN PIPE CONNECTION

AutoCAD SHX Text
BLIND FLANGE END

AutoCAD SHX Text
RETURN AIR GRILLE

AutoCAD SHX Text
 VOLUME DAMPER

AutoCAD SHX Text
SIDE WALL RETURN AIR GRILLE

AutoCAD SHX Text
SIDE WALL SUPPLY AIR GRILLE

AutoCAD SHX Text
MOTORISED VOLUME DAMPER

AutoCAD SHX Text
IN-DUCT ACCESS PANEL WITH AIR TIGHT GASKET.

AutoCAD SHX Text
SOUND ATTENUATOR

AutoCAD SHX Text
AIR FILTER

AutoCAD SHX Text
COOLING COIL

AutoCAD SHX Text
FLEXIBLE DUCT CONNECTION

AutoCAD SHX Text
DUCT SLOPE 1:200

AutoCAD SHX Text
GRAVITY DAMPER

AutoCAD SHX Text
INTERNAL DUCT INSULATION 50mm. @ 48kg/m.

AutoCAD SHX Text
SPLITTER DAMPER

AutoCAD SHX Text
CEILING ACCESS PANEL 600 x 600mm. BY MAIN CONTRACTOR

AutoCAD SHX Text
FIRE DAMPER AND SLEEVE WITH DUCT ACCESS PANEL

AutoCAD SHX Text
CIRCULAR DUCT OR FLUE

AutoCAD SHX Text
DOOR GRILLE REFER TO SCHEDULE FOR SIZE

AutoCAD SHX Text
REDUCER ECCENTRIC STRAIGHT INVERT

AutoCAD SHX Text
REDUCER ECCENTRIC STRAIGHT CROWN

AutoCAD SHX Text
REMOVABLE CAP END

AutoCAD SHX Text
FLANGE

AutoCAD SHX Text
UNION

AutoCAD SHX Text
LATERAL

AutoCAD SHX Text
CONNECTION BOTTOM

AutoCAD SHX Text
REDUCER CONCENTRIC

AutoCAD SHX Text
REDUCER

AutoCAD SHX Text
CONNECTION TOP

AutoCAD SHX Text
TEE

AutoCAD SHX Text
P

AutoCAD SHX Text
X

AutoCAD SHX Text
GD

AutoCAD SHX Text
A

AutoCAD SHX Text
1

AutoCAD SHX Text
200

AutoCAD SHX Text
SD

AutoCAD SHX Text
ELBOW LOOKING UP

AutoCAD SHX Text
ELBOW LOOKING DOWN

AutoCAD SHX Text
LONG RADIUS ELBOW

AutoCAD SHX Text
TEE LOOKING DOWN

AutoCAD SHX Text
TEE LOOKING UP

AutoCAD SHX Text
ELBOW REDUCING

AutoCAD SHX Text
FITTING SYMBOLS

AutoCAD SHX Text
CAPPED GATE VALVE FOR FUTURE CONNECTION

AutoCAD SHX Text
ELBOW 90%%D

AutoCAD SHX Text
ELBOW 45%%D

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
FRD

AutoCAD SHX Text
SA

AutoCAD SHX Text
A

AutoCAD SHX Text
P

AutoCAD SHX Text
VD

AutoCAD SHX Text
M

AutoCAD SHX Text
RAG

AutoCAD SHX Text
VD

AutoCAD SHX Text
A/P

AutoCAD SHX Text
RAG

AutoCAD SHX Text
SAG

AutoCAD SHX Text
3

AutoCAD SHX Text
M

AutoCAD SHX Text
M

AutoCAD SHX Text
OR

AutoCAD SHX Text
DPT

AutoCAD SHX Text
VSD

AutoCAD SHX Text
MOTOR

AutoCAD SHX Text
SD

AutoCAD SHX Text
WP

AutoCAD SHX Text
WP

AutoCAD SHX Text
FIRE STAT

AutoCAD SHX Text
D2

AutoCAD SHX Text
F

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
ELECTRICAL SYMBOLS

AutoCAD SHX Text
ON LOAD ISOLATING SWITCH

AutoCAD SHX Text
MOULD CASE CIRCUIT BREAKER

AutoCAD SHX Text
VOLTAGE TRANSFORMER

AutoCAD SHX Text
CURRENT TRANSFORMER

AutoCAD SHX Text
WYE-DELTA MOTOR STARTER

AutoCAD SHX Text
DIRECT-ON-LINE MOTOR STARTER

AutoCAD SHX Text
SELECTOR SWITCH FOR VOLTMETER OR AMPMETER

AutoCAD SHX Text
KILOWATT HOUR METER

AutoCAD SHX Text
POWER FACTOR METER

AutoCAD SHX Text
START PUSH BUTTON

AutoCAD SHX Text
STOP PUSH BUTTON

AutoCAD SHX Text
NORMALLY OPENED CONTACT, RELAY-ON (LOW VOLTAGE OR HIGH VOLTAGE)

AutoCAD SHX Text
NORMALLY CLOSED CONTACT, RELAY-ON (LOW VOLTAGE OR HIGH VOLTAGE)

AutoCAD SHX Text
NORMALLY OPENED CONTACT, RELAY-OFF (LOW VOLTAGE OR HIGH VOLTAGE)

AutoCAD SHX Text
NORMALLY CLOSED CONTACT, RELAY-OFF (LOW VOLTAGE OR HIGH VOLTAGE)

AutoCAD SHX Text
NORMALLY OPENED CONTACT (LOW VOLTAGE OR HIGH VOLTAGE)

AutoCAD SHX Text
NORMALLY CLOSED CONTACT (LOW VOLTAGE OR HIGH VOLTAGE)

AutoCAD SHX Text
PILOT LAMP , R=RED , G=GREEN , Y=YELLOW OR ORANGE

AutoCAD SHX Text
HOLDING COIL OF CONTROL RELAY (C) OR MOTOR STARTER (M)

AutoCAD SHX Text
OVERLOAD OF MOTOR CONTACTOR

AutoCAD SHX Text
AUTO-OFF-MANUAL SELECTOR SWITCH

AutoCAD SHX Text
MAIN DISTRIBUTION BOARD OR DISTRIBUTION BOARD

AutoCAD SHX Text
EQUALIZER

AutoCAD SHX Text
BLEED OFF

AutoCAD SHX Text
OVERFLOW

AutoCAD SHX Text
EXPANSION LINE

AutoCAD SHX Text
ANCHOR, MAIN

AutoCAD SHX Text
REFRIGERANT LIQUID LINE

AutoCAD SHX Text
FLOW DIRECTION OF ARROW

AutoCAD SHX Text
REFRIGERANT SUCTION LINE

AutoCAD SHX Text
PIPE SLOPE 1:200

AutoCAD SHX Text
AIR SIDE SYMBOLS

AutoCAD SHX Text
DUCT ELBOW UP

AutoCAD SHX Text
DUCT ELBOW DOWN

AutoCAD SHX Text
ROUND ELBOW

AutoCAD SHX Text
DUCT ELBOW WITH TURNING VANE

AutoCAD SHX Text
DUCT SIZE, FIRST FIGURE SIZE SHOWN, SECOND FIGURE SIZE NOT SHOWN

AutoCAD SHX Text
DUCT SECTION, NEGATIVE PRESSURE, FIRST FIGURE IS TOP SIDE

AutoCAD SHX Text
DUCT SECTION, POSITIVE PRESSURE, FIRST FIGURE IS TOP SIDE

AutoCAD SHX Text
DUCT TRANSITION

AutoCAD SHX Text
LINEAR SLOT DIFFUSER 2x19 LSD. 1.2 m.LONG

AutoCAD SHX Text
(2=NO.OF SLOT,19mm WIDTH OF SLOT 1.20 m. LENGTH OF SLOT)

AutoCAD SHX Text
CEILING DIFFUSER, WITH VD AND IN ISULATED PLENUM BOX

AutoCAD SHX Text
MULTIPURPOSE BALANCING VALVE (WITH FLOW MEASURING PORT)

AutoCAD SHX Text
3-WAY ELECTRIC MOTORIZED CONTROL VALVE, SPRING RETURN

AutoCAD SHX Text
EXPANSION JOINT (STAINLESS STEEL BELLOW TYPE)

AutoCAD SHX Text
PRESSURE GAUGE TEST WELL

AutoCAD SHX Text
DIRT POCKET

AutoCAD SHX Text
WATER METER

AutoCAD SHX Text
FLOW SWITCH

AutoCAD SHX Text
AUTOMATIC AIR VENT WITH VALVE

AutoCAD SHX Text
PACKAGED FILTERING UNIT

AutoCAD SHX Text
PRESSURE RELIEF VALVE

AutoCAD SHX Text
2-WAY ELECTRIC MOTORIZED BUTTERFLY VALVE

AutoCAD SHX Text
EAG

AutoCAD SHX Text
AXB

AutoCAD SHX Text
CXD

AutoCAD SHX Text
LSD

AutoCAD SHX Text
SYMBOLS

AutoCAD SHX Text
BXA

AutoCAD SHX Text
A X B

AutoCAD SHX Text
BXA

AutoCAD SHX Text
2-WAY ELECTRIC MOTORIZED CONTROL VALVE, SPRING RETURN

AutoCAD SHX Text
PRESSURE GAUGE WITH SNUBBER AND NEEDLE VALVE WITH DRAIN

AutoCAD SHX Text
GLOBE VALVE

AutoCAD SHX Text
CHECK VALVE, SILENT TYPE

AutoCAD SHX Text
SOLENOID VALVE

AutoCAD SHX Text
BUTTERFLY VALVE

AutoCAD SHX Text
BALL VALVE

AutoCAD SHX Text
FLEXIBLE PIPE CONNECTION

AutoCAD SHX Text
GATE VALVE

AutoCAD SHX Text
THERMOMETER

AutoCAD SHX Text
CIRCULATING PUMP

AutoCAD SHX Text
1

AutoCAD SHX Text
200

AutoCAD SHX Text
L

AutoCAD SHX Text
B

AutoCAD SHX Text
S

AutoCAD SHX Text
EX

AutoCAD SHX Text
O

AutoCAD SHX Text
EQ

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
Fx

AutoCAD SHX Text
OR

AutoCAD SHX Text
A

AutoCAD SHX Text
O

AutoCAD SHX Text
Fx

AutoCAD SHX Text
M

AutoCAD SHX Text
OR

AutoCAD SHX Text
OR

AutoCAD SHX Text
OR

AutoCAD SHX Text
OR

AutoCAD SHX Text
OR

AutoCAD SHX Text
OR

AutoCAD SHX Text
PF

AutoCAD SHX Text
kWH

AutoCAD SHX Text
kVAR

AutoCAD SHX Text
kW

AutoCAD SHX Text
KILOVAR METER

AutoCAD SHX Text
KILOWATT METER

AutoCAD SHX Text
V

AutoCAD SHX Text
CT

AutoCAD SHX Text
A

AutoCAD SHX Text
Y

AutoCAD SHX Text
D.O.L.

AutoCAD SHX Text
AMMETER

AutoCAD SHX Text
VOLTMETER

AutoCAD SHX Text
AIR CONDITIONING SYSTEM SYMBOLS

AutoCAD SHX Text
CONDENSER WATER SUPPLY FROM COOLING TOWER

AutoCAD SHX Text
CONDENSER WATER RETURN TO COOLING TOWER

AutoCAD SHX Text
CHILLED WATER RETURN FROM AHU OR FCU

AutoCAD SHX Text
CHILLED WATER SUPPLY TO AHU OR FCU

AutoCAD SHX Text
DRAIN PIPE

AutoCAD SHX Text
MAKE-UP WATER

AutoCAD SHX Text
COMMON PIPE

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
VALVE AND ACCESSORIES SYMBOLS

AutoCAD SHX Text
D

AutoCAD SHX Text
M

AutoCAD SHX Text
C

AutoCAD SHX Text
CDS

AutoCAD SHX Text
CDR

AutoCAD SHX Text
CHR

AutoCAD SHX Text
SYMBOLS

AutoCAD SHX Text
CHS

AutoCAD SHX Text
PIPING SYMBOLS

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
ALARM BELL

AutoCAD SHX Text
TIMER RELAY

AutoCAD SHX Text
CARTRIDGE FUSE

AutoCAD SHX Text
SYMBOLS

AutoCAD SHX Text
DESCRIPTION


6 7 8
i EXISTING SCHEMATIC OF CHILLED WATER PIPES .
o150 cHs a150 CHs ITEMS TO BE REMOVED.
150 CHR 9150 CHR
#125 CHR-
o $125 gf — ITEMS TO BE RELOCATED.
nE e
? —l ? SEE DWG M06 & M07 FOR DETAILS.
T H—
= -1
3 ! 5100 CHR. - 18 o e FACILITIES MANAGEMENT
? ® g ggﬂ ’:gg ggﬂt @ ‘gg gm T ‘ﬁ®m 9125 CHR. 9125 CHR. @ #80 CHR. @ 965 CHR. @ BANGKOK THAILAND G
S— I+ ﬁ? J:ns CHS. ﬁ? J:nr» CHS. X? J:ea CHS. mF J:sﬁ CHS.  aa
#55 cR— | L6 REPRODUCTION AND/OR DISTRIBUTION IS PROVIBITED WITHOUT THE EXPRESS
=i - T T L e s T,
oo o om o o o T o T - o i - o O TP ROVAL OF THE INDIVIDUAL WHOSE SEAL APPEARS HEREON. |
V BuLDNG (950 CHS. 950 CHS. 65 Gk LI5100 G L1 %63 o 965 Gk APPROVED BY
EEEE B
E4 £ L ] 1.1 T
o e 53] : ‘
2 |2 e ) & | L |
26 CHR. 0 Clﬁ. 32 CHR. F
ow cm
— I FACILITIES MANAGEMENT ACKD:(-)I-\EN:LEI/)GI;MENT
665 CHR.—~ 665 CHI 20 OHS 25 2 CHS. [-—980 CHS |-—065 CHS <950 CHS [~—980 CHS [-—965 CHS
#65 CHS.—=1 [—— 965 CHS 20 CHR. 25 CIR $32 CHR. {<}—980 CHR <}—065 CHR f<}—950 CHR ~]—980 CHR r=1—965 CHR
TO CHILLERS
DATE: / /
E
] NEW SCHEMATIC OF CHILLED WATER PIPES
150 CHs 9150 CHs NEW ITEMS TO BE INSTALLED.
P P SEE EQUIPMENT SCHEDULE DWG M09 FOR DETAILS. I°
@ s o n 3‘,’;; - 'EEOV.' DATE DESCRIPTION
a ? 9125 cn&——l N ? ARCHITECT:
& o FACILITIES MANAGEMENT |
T 980 CHR. 4100 CHR %7 v o125 chs @ih . ALy ENGINEER(S):
? () 980 cn&‘ﬂ #100 cn&j @ 125 CHR o) vmon ® o
T It ? F‘” s ? FACILITIES MANAGEMENT
[-—2100 Chs gt _:éép C
100 CHR o
o AN e s o 55 o5 o0 o oo o PROJECT TITLE:
ol s r R [ ) EOB 3RD FLOOR SPACE RENOVATION
5
5 oR. iy 3 oR. 950 o |
w0 o DRAWING TITLE:
— SCHEMATIC OF CHILLED B
s05 i 55 cie gﬁ 25 0. i 2 o Lm0 cis L 65 ons L 450 cis L ges ons WATER PIPES (3RD FLOOR)
1 — 25 . ~1—980 CHR ~}—965 CHR ~1—950 CHR f~1—965 CHR
PRANNE %IIIE: 25, 2020
FM. IL 25,
To CH' RS HECKED BII'(A:/I. %IIIER:IL 25, 2020 B
SCALE: 1:300
DWG NO.:
A
SENSITIVE BUT M02
SCHEMATIC OF CHILLED WATER PIPES (3RD FLOOR) S B
SCALE  NTS UNCLASSIFIED
CADDFILE: 07 - Schematic of Chilled Wﬂter Pipe
1 2 I 3



AutoCAD SHX Text
MAIN ANNEX

AutoCAD SHX Text
%%C80

AutoCAD SHX Text
NC

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
TO MAINTAIN MINIMUM FLOW THROUGH CHILLERS

AutoCAD SHX Text
PRESSURE INDEPENDENT 2-WAY CONTROL VALVE, PROPORTIONAL TYPE

AutoCAD SHX Text
%%C80 BYPASS LINE.

AutoCAD SHX Text
%%C80

AutoCAD SHX Text
NO

AutoCAD SHX Text
NO

AutoCAD SHX Text
%%c150 CHS

AutoCAD SHX Text
%%c150 CHR

AutoCAD SHX Text
1

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
3F-05

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
%%c150 CHS

AutoCAD SHX Text
%%c150 CHR

AutoCAD SHX Text
%%C150 CHS

AutoCAD SHX Text
%%c150 CHR

AutoCAD SHX Text
%%c150 CHS

AutoCAD SHX Text
%%c150 CHR

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C125 CHR.

AutoCAD SHX Text
%%C125 CHS.

AutoCAD SHX Text
3

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
2

AutoCAD SHX Text
%%C125 CHS

AutoCAD SHX Text
%%c125 CHR

AutoCAD SHX Text
0.30 LPS

AutoCAD SHX Text
3F-12

AutoCAD SHX Text
0.10 LPS

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
3A-03

AutoCAD SHX Text
0.61 LPS

AutoCAD SHX Text
4

AutoCAD SHX Text
%%C125 CHR.

AutoCAD SHX Text
%%C125 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C65 CHS

AutoCAD SHX Text
%%C100 CHR.

AutoCAD SHX Text
%%C100 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
3F-06

AutoCAD SHX Text
0.26 LPS

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
3F-04

AutoCAD SHX Text
0.21 LPS

AutoCAD SHX Text
6

AutoCAD SHX Text
%%C80 CHR.

AutoCAD SHX Text
%%C80 CHS.

AutoCAD SHX Text
3A-02

AutoCAD SHX Text
4.34 LPS

AutoCAD SHX Text
%%C32 D

AutoCAD SHX Text
%%C100 CHS

AutoCAD SHX Text
%%c100 CHR

AutoCAD SHX Text
TO FD.

AutoCAD SHX Text
%%C80 CHS

AutoCAD SHX Text
%%c80 CHR

AutoCAD SHX Text
%%C50 CHS

AutoCAD SHX Text
%%c50 CHR

AutoCAD SHX Text
%%C65 CHS

AutoCAD SHX Text
%%c65 CHR

AutoCAD SHX Text
3A-01

AutoCAD SHX Text
2.25 LPS

AutoCAD SHX Text
%%C32 D

AutoCAD SHX Text
TO FD.

AutoCAD SHX Text
%%C50 CHR.

AutoCAD SHX Text
%%C50 CHS.

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
%%C65 CHS

AutoCAD SHX Text
%%C65 CHR

AutoCAD SHX Text
9

AutoCAD SHX Text
%%C100 CHS

AutoCAD SHX Text
%%c100 CHR

AutoCAD SHX Text
3A-04

AutoCAD SHX Text
4.35 LPS

AutoCAD SHX Text
%%C32 D

AutoCAD SHX Text
TO FD.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C80 CHS

AutoCAD SHX Text
%%c80 CHR

AutoCAD SHX Text
%%C125 CHR.

AutoCAD SHX Text
%%C125 CHS.

AutoCAD SHX Text
%%C125 CHR.

AutoCAD SHX Text
%%C125 CHS.

AutoCAD SHX Text
%%C125 CHR.

AutoCAD SHX Text
%%C125 CHS.

AutoCAD SHX Text
10

AutoCAD SHX Text
%%C65 CHS

AutoCAD SHX Text
%%c65 CHR

AutoCAD SHX Text
3A-05

AutoCAD SHX Text
2.55 LPS

AutoCAD SHX Text
%%C32 D

AutoCAD SHX Text
TO FD.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
ROOF OF

AutoCAD SHX Text
BUILDING

AutoCAD SHX Text
11

AutoCAD SHX Text
%%C65 CHS

AutoCAD SHX Text
%%c65 CHR

AutoCAD SHX Text
%%C65 CHS

AutoCAD SHX Text
%%c65 CHR

AutoCAD SHX Text
%%C80 CHR.

AutoCAD SHX Text
%%C80 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
3F-03

AutoCAD SHX Text
0.23 LPS

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
3F-01

AutoCAD SHX Text
0.59 LPS

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
3F-02

AutoCAD SHX Text
0.59 LPS

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C50 CHS

AutoCAD SHX Text
%%C50 CHR

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
3F-07

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
0.19 LPS

AutoCAD SHX Text
3F-10

AutoCAD SHX Text
0.31 LPS

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
3F-13

AutoCAD SHX Text
0.72 LPS

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C50 CHR.

AutoCAD SHX Text
%%C50 CHS.

AutoCAD SHX Text
%%C50 CHR.

AutoCAD SHX Text
%%C50 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
3F-11

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
0.20 LPS

AutoCAD SHX Text
3F-14

AutoCAD SHX Text
0.72 LPS

AutoCAD SHX Text
3F-09

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
0.25 LPS

AutoCAD SHX Text
3F-08

AutoCAD SHX Text
0.25 LPS

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C50 CHR.

AutoCAD SHX Text
%%C50 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
5

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
M

AutoCAD SHX Text
%%C65 CHR

AutoCAD SHX Text
TT

AutoCAD SHX Text
FT

AutoCAD SHX Text
TT

AutoCAD SHX Text
TO CHILLERS

AutoCAD SHX Text
MAIN ANNEX

AutoCAD SHX Text
%%C80

AutoCAD SHX Text
NC

AutoCAD SHX Text
P

AutoCAD SHX Text
P

AutoCAD SHX Text
TO MAINTAIN MINIMUM FLOW THROUGH CHILLERS

AutoCAD SHX Text
PRESSURE INDEPENDENT 2-WAY CONTROL VALVE, PROPORTIONAL TYPE

AutoCAD SHX Text
%%C80 BYPASS LINE.

AutoCAD SHX Text
%%C80

AutoCAD SHX Text
NO

AutoCAD SHX Text
NO

AutoCAD SHX Text
%%c150 CHS

AutoCAD SHX Text
%%c150 CHR

AutoCAD SHX Text
1

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
3F-05

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
%%c150 CHS

AutoCAD SHX Text
%%c150 CHR

AutoCAD SHX Text
%%C150 CHS

AutoCAD SHX Text
%%c150 CHR

AutoCAD SHX Text
%%c150 CHS

AutoCAD SHX Text
%%c150 CHR

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C125 CHR.

AutoCAD SHX Text
%%C125 CHS.

AutoCAD SHX Text
3

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
2

AutoCAD SHX Text
%%C125 CHS

AutoCAD SHX Text
%%c125 CHR

AutoCAD SHX Text
0.30 LPS

AutoCAD SHX Text
3F-12

AutoCAD SHX Text
0.10 LPS

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
3A-03

AutoCAD SHX Text
0.61 LPS

AutoCAD SHX Text
4

AutoCAD SHX Text
%%C125 CHR.

AutoCAD SHX Text
%%C125 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C65 CHS

AutoCAD SHX Text
%%C100 CHR.

AutoCAD SHX Text
%%C100 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
3F-06

AutoCAD SHX Text
0.26 LPS

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
3F-04

AutoCAD SHX Text
0.21 LPS

AutoCAD SHX Text
6

AutoCAD SHX Text
%%C80 CHR.

AutoCAD SHX Text
%%C80 CHS.

AutoCAD SHX Text
3A-02

AutoCAD SHX Text
4.34 LPS

AutoCAD SHX Text
%%C32 D

AutoCAD SHX Text
%%C100 CHS

AutoCAD SHX Text
%%c100 CHR

AutoCAD SHX Text
TO FD.

AutoCAD SHX Text
%%C80 CHS

AutoCAD SHX Text
%%c80 CHR

AutoCAD SHX Text
%%C50 CHS

AutoCAD SHX Text
%%c50 CHR

AutoCAD SHX Text
%%C65 CHS

AutoCAD SHX Text
%%c65 CHR

AutoCAD SHX Text
3A-01

AutoCAD SHX Text
2.25 LPS

AutoCAD SHX Text
%%C32 D

AutoCAD SHX Text
TO FD.

AutoCAD SHX Text
%%C50 CHR.

AutoCAD SHX Text
%%C50 CHS.

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
%%C65 CHS

AutoCAD SHX Text
%%C65 CHR

AutoCAD SHX Text
9

AutoCAD SHX Text
%%C100 CHS

AutoCAD SHX Text
%%c100 CHR

AutoCAD SHX Text
3A-04

AutoCAD SHX Text
4.35 LPS

AutoCAD SHX Text
%%C32 D

AutoCAD SHX Text
TO FD.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C80 CHS

AutoCAD SHX Text
%%c80 CHR

AutoCAD SHX Text
%%C125 CHR.

AutoCAD SHX Text
%%C125 CHS.

AutoCAD SHX Text
%%C125 CHR.

AutoCAD SHX Text
%%C125 CHS.

AutoCAD SHX Text
%%C125 CHR.

AutoCAD SHX Text
%%C125 CHS.

AutoCAD SHX Text
10

AutoCAD SHX Text
%%C65 CHS

AutoCAD SHX Text
%%c65 CHR

AutoCAD SHX Text
3A-05

AutoCAD SHX Text
2.55 LPS

AutoCAD SHX Text
%%C32 D

AutoCAD SHX Text
TO FD.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
ROOF OF

AutoCAD SHX Text
BUILDING

AutoCAD SHX Text
11

AutoCAD SHX Text
%%C65 CHS

AutoCAD SHX Text
%%c65 CHR

AutoCAD SHX Text
%%C65 CHS

AutoCAD SHX Text
%%c65 CHR

AutoCAD SHX Text
%%C80 CHR.

AutoCAD SHX Text
%%C80 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
3F-03

AutoCAD SHX Text
0.23 LPS

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
3F-01

AutoCAD SHX Text
0.59 LPS

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
3F-02

AutoCAD SHX Text
0.59 LPS

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C50 CHS

AutoCAD SHX Text
%%C50 CHR

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
3F-07

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
0.19 LPS

AutoCAD SHX Text
3F-10

AutoCAD SHX Text
0.31 LPS

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
3F-13

AutoCAD SHX Text
0.82 LPS

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C50 CHR.

AutoCAD SHX Text
%%C50 CHS.

AutoCAD SHX Text
%%C50 CHR.

AutoCAD SHX Text
%%C50 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
3F-11

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
0.20 LPS

AutoCAD SHX Text
3F-08

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
0.25 LPS

AutoCAD SHX Text
3F-09

AutoCAD SHX Text
0.25 LPS

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C50 CHR.

AutoCAD SHX Text
%%C50 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
5

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
M

AutoCAD SHX Text
%%C65 CHR

AutoCAD SHX Text
TT

AutoCAD SHX Text
FT

AutoCAD SHX Text
TT

AutoCAD SHX Text
TO CHILLERS

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
NTS


1 | 2 | 3 | 4 | 5 | 6 | 7 | 8
\ \ \ \ \ \ \ \ \ \ \ \ \ \ \
upP PalkE
T RISER 2 TO ROOF AND TO FLOOR 2
ik 32 D CONNECTED T |
s 425 D TO NEAREST DRAN
920 D ON FLOOR 2.
T ”‘\ ! l] ‘ ﬂ C C C ﬂ TE——T }_\Lu T )—% ‘—'IL T T T——F C D D x
rivers Floent - L= an e
oK EUT £R| VP VONTO 340 anil oy b R | 4 SEA MDED
932 CHS— 3F-05 ‘ [BseaCHR. L 1 L T donTeNT ManaGEMENT * ] |
R g R | e £
H H H H H H ADMINITRATION 620 |OHRANS] )
I 1| H‘ 1] : %7 1] [ 1] [ I 1] : i 4520 T0
™ [ 305 | | ko ] . ] J ﬁumm DRAN.
Y | INDJONESIA_ MAIAYSIA HIPAINES [ Iq 1 m| m| 323 11 CH / ‘ m| 940 Cﬂg.v m ‘ 0?(”0!13. ‘ ‘ m| ‘ Wcﬂﬁw ‘ j\r ‘ ‘ ‘ / ” M ”33 Efi :ﬂr] FAC'L'T'ES MANAGEMENT
— — v N | BANGKOK THAILAND G
X< X< X< DX]struee] goor | [ ®| © ® ® ® ®
‘ - ; THIS DOCUMENT IS THE PROPERTY OF THE U.S. GOVERNMENT. FURTHER
\ “L o UTTY ! — 3 MECH, H L H / | o / =] | = “ / \ H L [ L] REPRODUCTION AND/OR DISTRIBUTION IS PROHIBITED WITHOUT THE EXPRESS
HPORTURAINT ROOM F=08 or (I WRITTEN PERMISSION OF: OFFICE OF OVERSEAS BUILDINGS OPERATIONS,
g IMCR ~—] — — J U.S. DEPARTMENT OF STATE, WASHINGTON DC, 20522-0620. INFORMATION
o o) < % IE f E 3 . O T PPROVAL GF THE INDIVIDUAL WHOSE SEAL APPEARS HEREON. |-
FLOOR| | DRA | ‘ | ;?’ZEHD LﬂZﬁS}L‘ - |
I I | - i i EESJI Eé& % ﬂ APPROVED BY
= ELECT. RM. o~ = _ —¢p0 CHS. —
Sxes=) H ELEVATOR ® el EET $25 CHS :25 os 0D: L -
pp - ‘ ik =
T {1 T 1 1T — J é:g i [m —11 1 ‘D = [m] 432 D T0
/ 24 s a0l cee— 1 m M E:gﬁ — l 314 NEAREST DRAIN. F
I O] — . 920, 3 g DATE: / /
RISER 4 TO ROOF AND TO FLOOR 2 "WV — UL " #25 D TO AHU ROOM ON FLOOR 2 RISER 6 T ROOF AND TO FLOOR 1. 32 D FACILITIES MANAGEMENT ACKNOWLEDGEMENT
olola I N PO RISER 5 TO ROOF AND TO FLOOR 2 TO NEAREST DRAN. |
s RUCR S s g |
N 331
ECH. SHO
X
DATE: / /
— E
D .
H‘ TECH. STORAGE
X
H' i ]
‘|’ 333
DRMERS| |
EXISTING CHILLED WATER PIPES, DRAIN PIPES, AND DEMOLITION (OSE) < P
T SCALE  NTS = L
'ff(;" DATE DESCRIPTION
[ - I ARC'-lrrEal':AClLITIES MANAGEMENT
ITEMS TO BE REMOVED. I ULTI-PURPOSE ROOM “ ENGINEER(S):
TWO SPLIT TYPE A/C UNITS (FCUs IN OSE SERVER ROOM & CDUs ON ROOF) SHALL BE REMOVED. - = v
X
A FACILITIES MANAGEMENT
) FLOOR 2 — 336
ITEMS TO BE RELOCATED. o c
SEE DWG MO6 & MO7 FOR DETAILS. X —
S i ; PROJECT TITLE:
u — = — [STORAGE
X Ty LN% g:g EOB 3RD FLOOR SPACE RENOVATION
g/ [ RISER 11 TO ROOF AND TO FLOOR 2 [
X5 E DRAWING TITLE:
SPARE H
L] 1$32(D TO EXISTING CHILLED WATER PIPES B
1 [] _—Fidororane [
+m X X . DRAIN PIPES AND DEMOLITION (OSE)
O e 1| oeputy CHIEF
= L L DRAWN BY: DATE:
X ~T FM. APRIL 25, 2020
NORTH Ll = :Sg g:: CHECKED BY: DATE: B
01.00 5.00 10.00m | = RISER 10 T0 ROOF AND TO FLOOR 2. F APRIL 25, 2020
— SCALE:
SCALE = 1:300 L . 1:300
o DWG NO.:
L
SENSITIVE BUT - | '
MO3
CADD FILE:

MO3 - Existing Chilled Water Plpes anc



AutoCAD SHX Text
FHC

AutoCAD SHX Text
FB

AutoCAD SHX Text
IM. ASSOC. DIR

AutoCAD SHX Text
NEW WANG

AutoCAD SHX Text
BACK UP

AutoCAD SHX Text
ACCT.

AutoCAD SHX Text
 CONTROL 

AutoCAD SHX Text
ACCOUNTING

AutoCAD SHX Text
CHIEF

AutoCAD SHX Text
ACCT. SUPV.

AutoCAD SHX Text
FIN. 

AutoCAD SHX Text
SPECIALIST

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
ACCOUNTING 

AutoCAD SHX Text
GFSB

AutoCAD SHX Text
(ACCOUNTING)

AutoCAD SHX Text
OSC

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
COMPUTER OPERATION

AutoCAD SHX Text
303

AutoCAD SHX Text
306

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
DEPUTY

AutoCAD SHX Text
338

AutoCAD SHX Text
CHIEF

AutoCAD SHX Text
337

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
336

AutoCAD SHX Text
335

AutoCAD SHX Text
MULTI-PURPOSE ROOM

AutoCAD SHX Text
333

AutoCAD SHX Text
DRMERS

AutoCAD SHX Text
332

AutoCAD SHX Text
TECH. STORAGE

AutoCAD SHX Text
331

AutoCAD SHX Text
TECH. SHOP

AutoCAD SHX Text
330

AutoCAD SHX Text
MAIN RADIO ROOM

AutoCAD SHX Text
302

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
VAULT

AutoCAD SHX Text
343

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
304

AutoCAD SHX Text
WANG

AutoCAD SHX Text
301

AutoCAD SHX Text
PRINTERS

AutoCAD SHX Text
344

AutoCAD SHX Text
MP MONITOR

AutoCAD SHX Text
351

AutoCAD SHX Text
INDONESIA

AutoCAD SHX Text
340

AutoCAD SHX Text
MALAYSIA

AutoCAD SHX Text
PHILIPPINES

AutoCAD SHX Text
C/B MONITORS

AutoCAD SHX Text
350

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
ELEVATOR

AutoCAD SHX Text
ELECT. RM.

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
349

AutoCAD SHX Text
311

AutoCAD SHX Text
MAIL ROOM

AutoCAD SHX Text
348

AutoCAD SHX Text
FSN ASSOCIATE

AutoCAD SHX Text
347

AutoCAD SHX Text
COMMON BREAK

AutoCAD SHX Text
345

AutoCAD SHX Text
PRO. CONTROL

AutoCAD SHX Text
346

AutoCAD SHX Text
LIBRARY

AutoCAD SHX Text
323

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
PRINTERS

AutoCAD SHX Text
SAFE

AutoCAD SHX Text
CHECK CUTTER

AutoCAD SHX Text
314

AutoCAD SHX Text
313

AutoCAD SHX Text
310

AutoCAD SHX Text
309

AutoCAD SHX Text
308

AutoCAD SHX Text
ADMINITRATION

AutoCAD SHX Text
REGIONAL

AutoCAD SHX Text
ENGINEER

AutoCAD SHX Text
SYSTEMS

AutoCAD SHX Text
ADMIN.

AutoCAD SHX Text
THAILAND

AutoCAD SHX Text
SEA VIDEO

AutoCAD SHX Text
&

AutoCAD SHX Text
CONTENT MANAGEMENT

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
CT TEAM

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
SP

AutoCAD SHX Text
SP

AutoCAD SHX Text
SP

AutoCAD SHX Text
3F-05

AutoCAD SHX Text
3F-07

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
RISER 8 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
3F-08

AutoCAD SHX Text
3F-09

AutoCAD SHX Text
3F-11

AutoCAD SHX Text
3F-06

AutoCAD SHX Text
3F-04

AutoCAD SHX Text
3A-03

AutoCAD SHX Text
3A-04

AutoCAD SHX Text
%%C32 D TO

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
RISER 10 TO ROOF AND TO FLOOR 2.

AutoCAD SHX Text
FLOOR DRAIN.

AutoCAD SHX Text
%%C32 D TO

AutoCAD SHX Text
FLOOR DRAIN.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
RISER 11 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
RISER 4 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
%%C32 D TO

AutoCAD SHX Text
FLOOR DRAIN.

AutoCAD SHX Text
RISER 2 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
%%C20 D.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C25 D TO NEAREST DRAIN

AutoCAD SHX Text
%%C32 D CONNECTED TO

AutoCAD SHX Text
%%C20 D ON FLOOR 2.

AutoCAD SHX Text
%%C25 D.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
RISER 6 TO ROOF AND TO FLOOR 1.

AutoCAD SHX Text
%%C32 D

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
%%C20 D.

AutoCAD SHX Text
%%C25 D.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C50 CHS.

AutoCAD SHX Text
%%C50 CHR.

AutoCAD SHX Text
RISER 5 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
%%C25 D TO AHU ROOM ON FLOOR 2

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C20 D.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 D.

AutoCAD SHX Text
3F-01

AutoCAD SHX Text
3F-03

AutoCAD SHX Text
3F-13

AutoCAD SHX Text
%%C32 D TO

AutoCAD SHX Text
NEAREST DRAIN.

AutoCAD SHX Text
RISER 9 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
%%C32 D TO NEAREST DRAIN.

AutoCAD SHX Text
%%C25 D TO FLOOR DRAIN IN AN AHU ROOM ON LEVEL 2

AutoCAD SHX Text
%%C50 CHS.

AutoCAD SHX Text
%%C50 CHR.

AutoCAD SHX Text
3F-02

AutoCAD SHX Text
3F-10

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
%%C25 D.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C32 CHS. (TYP)

AutoCAD SHX Text
%%C32 CHR. (TYP)

AutoCAD SHX Text
%%C32 D. (TYP)

AutoCAD SHX Text
%%C32 D.

AutoCAD SHX Text
SERVICE DOOR

AutoCAD SHX Text
SERVICE DOOR

AutoCAD SHX Text
SERVICE DOOR

AutoCAD SHX Text
SERVICE DOOR

AutoCAD SHX Text
3AP02

AutoCAD SHX Text
3AP03

AutoCAD SHX Text
3AP04

AutoCAD SHX Text
DDC-3AP02

AutoCAD SHX Text
DDC-3AP03

AutoCAD SHX Text
DDC-3AP04

AutoCAD SHX Text
%%C25 D TO

AutoCAD SHX Text
FLOOR DRAIN.

AutoCAD SHX Text
%%C32 D TO

AutoCAD SHX Text
NEAREST DRAIN.

AutoCAD SHX Text
%%C25 D.

AutoCAD SHX Text
TO NEAREST DRAIN.

AutoCAD SHX Text
3F-14

AutoCAD SHX Text
RISER 13 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
NTS


| |
LS‘YF‘SUM BOARD TO SE’AD{ATE RETURN}i ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘
AR CHAMBER OF EACH AHU.
uP (11 2PCS., @1x19mm. LSD. 1200mm. LONG WITH
LONG 1600mm. LONG PLENUM FOR SA. 60 L/s
Bdokdod FAc 150x200 FAG 150x200 FAG 200x200 FAG 450x300 TAD. =
P e e 450x350 RAD. 2501200 RAD. A P e/ TR PRE-FLTER AT PR T Gl [VHRLR
T | ”\ 200150 nua.jL “( [350x350 RAD. ~350x300 RAD. [-300x250 RAD.| [~6PCS.@300x300|RAR. % 150x150 FAD. =30 L 150x150 FAD.
X G i C T | gy | C T ﬂ T——T Dﬁ T )—D D—( TT %l:l C D D E
5 3 t T Tt f o015 A * !
. (200 <1m ] < m| T><1ma 'T><1m|'m; 05 RA {00x15p FAD— RA. I
. | booxtsth MONTOR | | 1, 340 ARA. RA. [ RA| ™ MP*ZDM i =] H‘.’..m ) : 2 [—] ‘%\'_T:’,ﬁ SeA MpEO
s I;Z [ vl 4 EU . n . Jp0x2507 l . o | i De S ;—BBX25¢DNTENT ANAGENENT S —
i Al ' T oy | = 7 S TN 0 | K==t A
e = | a4 Q00x150 [ ADVINTRATIGN [N 0 ‘VET‘H‘ | & : s _ >
L] 70 /s 1 = 1 ] 1 300 ] 1400 B sz zEn ) TS0053, ST o 1‘%%1[3/',
600 IR — s CD.(Tv s ® C P i1 o
X150+ ) 250x240 s I~ | CHAMBER
Hodx150 1200x500_R Il s, ] Y
(TYR)T EACRTTAHU:
0o /[ [N \ INGONESIA f _MAAYSIA m  PHIBPPINES [ | 1M [ _ I N B | P / ‘ ! ! T n / H \r L ‘ O ] ] E,Lﬁg(loI:(ITIES MANAG Em/f&ﬂ; G
:;l;- 950 ﬂiLIZOOxJ| RAR* 00550 R‘T ! T
800x40( X X X N ® @ ® ® ® (]
L& | Aol X ] |
sl ATAH 0x250. 1 ] /1 & [ [ 90 THIS DOCUMENT IS THE PROPERTY OF THE U.S. GOVERNMENT. FURTHER
D Lfs b’:n — — 3F=007 ] L/s T REPRODUCTION AND/OR DISTRIBUTION IS PROHIBITED WITHOUT THE EXPRESS
(N ol 7Y N 1 W \ i H 1] L. J = 300 UIrJ = \ H L S WRITTEN PERMISSION OF: OFFICE OF OVERSEAS BUILDINGS OPERATIONS,
TENI8x400 TAR 11— [ ¢ 450 M L 0l n 0 2/ ¥ L V2 I} U.S. DEPARTMENT OF STATE, WASHINGTON DC, 20522-0620. INFORMATION
450x300 TADL ||| Ll % | XX T R Bx306+ A A 13~ ON THIS DOCUMENT IS NOT TO BE ALTERED EXCEPT WITH THE WRITTEN
WALINING] Z@%/ 5,1 > <3 ‘ 190 190 £0.(1vP] ’_‘ n m Z RA, n:uu@ RA, [ =5 APPROVAL OF THE INDIVIDUAL WHOSE SEAL APPEARS HEREON.
2 'sC/B Mo TYPk + %ﬁA i | L/ L/e N 3F+11 MAIN_RADIO ROOM |
Hr%%fzmxzo L. | i 50x500| R 11 !‘l — A7 A7 > l o [If N~ > [Iﬂ N E 00 || s 160 APPROVED BY
= I J |
L/ A, 200200 — w i “-E%Dﬂﬁ —] I = ials ABS — |A85< EARREA | LRA
KA WL | ‘ s ELECT. RM. =T lw /s || 1/s L/s /s 250x250—
1 3 2 || IU ﬂ"w" L‘soo 250 |dhvp L‘JDO 250 |Lvp VDI|
=< A S| sl | B N ] (e 02 20 : R s
RA. 7 l] I F—14
PCS., [@600x6P0 RAR.H - L 400 L 14
= e ol Bl e e 5 = e e g
T T [ [ 'zl | A | |
‘ L—200x100] |17 o — < = 250250 30 ] F
1200300 RAR) 7\ 150x200 FAG T T o.0vp) 41| aoox b1 [T-—zs0s0(rv) | |
i — ™ 4 B FA. WITH PRE-FILTER. FA. DATE: / /
Yx19mm. VAV LSD. 1200mm. LONG| I T /1| FA=40 /s ——1200x450 RAR.
. PLENUM FoR St 70 17m |  Gdox200 " ‘ 150x200 AG 100x150 FAD: 100x150 FAD:
. x
m s 1200X400 RAR. o000 = = * 15000 FAG 150200 FAC 150200 FAC o050 10 st e FACILITIES MANAGEMENT ACKNOWLEDGEMENT
450x250 FAD. (INSULATED) = \ 3:(5;—04 <A FA=30 L/s m\m BSRE/—FILTER. m\m ZBRE;FILTER. : '
= s =, S 1 2
7504450 FAG WITH PRE-FILTER. A il H 720 2 I\~ 100x150 FAD. i
3.40 T ] 400 T T [ | |
200x200 EAR. (TYP.) I D H T [F—250x350
200x150 EAD. i
200x100 EAD. b 25000 300x300-) o2 2400x100 S < ——Jcon
~—250x: SIDEWALL RAR. 200x20{ 4-]
=X J P00 [ { S< %1 =X
[ JA 1 = s R‘é 700x300—H S Rl (|
2400100 | R A ™ OBSTRUCTION AVOIDANCE (TYP) \ % DATE: / /
IDEWALL RAR. | ML Roow ¥ime s L/
SIDEVALL RAR.| 7%0[ T 1L 7 ANTAN TE AR SLOPE OF 141 = [ 1A Dudwork jcRoss|[THe Exjsring AeweTRATION E
:sgu FSN ASSOCIATE] 950x150: -
1PCE., ©1x19mm. LSD. 1200mm. LONG FOR SA. 70 L/s | 1200x500 RAR.
4PCS., @1x19mm. LSD. 1800mm. LONG WITH ‘ i 24001100 g 450x250_ [P repw. Stodee|
1200mm. LONG PLENUM FOR SA. 70 L/s e G — L 4 20000 o = (I ElE
[ 130| A T_
ZPEmLL raR } r s — ] S
: [250x 1 —
- [3-war 2X]]| j
L\ NI i
l ? O
| = ] 12005200 - L
e . kA i
L ~ X
A .- L LI SN ISIDEWALL RAR. i p ";';ﬂ
byl VB I A [ roos | /s 7t
i L/alllT™ CRMERS Il
346 4
PRO.| CONTRO - |- |-
LBRARY S S X100 EAD— 200x200 EAR. L |
T || — REV.
hi 800 DATE DESCRIPTION
7 30 ||| —1000x800 SP. poox20d %ﬁM] NO.
| 300x —‘ L s [ 350x200 L/s 3V-02 35 }.Ilg iz "4';:‘)
0 H0Ls [ 1 % - @m» i ARCHITECT:
EA 1 M L/
H NS 00200l 350x300 EAG. 4PCS., ©1x19mm. LSD. 1800mm. LONG FOR SA. 110 L/s 2 BUS /" FACILITIES MANAGEMENT —
-l H 5 \350&00 EAD. 1PCE., @1x19mm. LSD. 1800mm. LONG WITH — _H 35 ENGINEER(S):
(T[] sl | 200x200 EAR. (TYP) 1200mm. LONG PLENUM FOR SA. 70 L/s il s ) sufeose sy |
—H T
I — & 200x150 350x300 4
1 e
600x600 RAR—— | | 1 [ ?z\mlen s EAD.(TYP.) T 200x200 > 200x200 FACILITIES MANAGEMENT
L/s
1PCE., @1x19mm. VAV LSD. 1200mm. LONG — i i NI, 1 —
WITH 900mm. PLENUM FOR SA. 70 L/s mﬂ L “"% Ls ™ ¢
g
49 < P "1
GYPSUM BOARD TO SEPARATE RETURN —] 1 2 -ly 200 601/ P PROJECT TITLE:
AR CHAMBER OF EACH AHU. == oo AR ;
E! = 17 U odo = 1200x30)
G " Mebo| ssboast g, | ] 9&. =< | EOB 3RD FLOOR SPACE RENOVATION
=1 - sl 25022 -
< __ 4 = - 250x200
1 AL —n L
EXISTING DUCT LAYOUT & DEMOLITION (OSE) AR ol
ey Y A TS ]
= L /s DRAWING TITLE:
SCALE NTS [ Tsox20 [ T250420f I X A? = : .
SPARES 50 RAD. ] stoxz ]
L SN || 250
‘ L 50 L] QR; == T Ll ~ EXISTING DUCT LAYOUT B
P, - X ra | | == 145
ITEMS TO BE REMOVED. = T 00— S ?— 172 I AND DEMOLITION (OSE)
[f==_ 250xd00— 90 y (5008h- -
1% II.7! a] T L/ﬂ Mecr—— | [ ||Loeruy L CHIEF_|
7@& [ L300 —r :r DRAWN BY: DATE:
NORTH ITEMS TO BE RELOCATED. T @- ] FA L ioxs00 R L-1200x400 RAR. FM. APRIL 25, 2020 |
o I h 600x400 FAG WITH PRE-FILTER. CHECKED BY: DATE:
01.00 5.00 10.00m . - o[ 30 3001250 FAD. (INSULATED) FM. APRIL 25, 2020
— 1 | " s 90" MITERED ELBOW SCALE:
SCALE = 1:300 : jﬁr 200x150 EAD 1:300
o) Y % -
N ; S g B DWG NO.:

S B SENSITIVE BUT T e I AN MO4 ’
UNCLASSIFIED

CADDFILE: Moy - Existing Duct Layout (OE).dwg



AutoCAD SHX Text
FHC

AutoCAD SHX Text
FB

AutoCAD SHX Text
EFT.

AutoCAD SHX Text
PAYMENTS

AutoCAD SHX Text
IM. ASSOC. DIR

AutoCAD SHX Text
NEW WANG

AutoCAD SHX Text
BACK UP

AutoCAD SHX Text
ACCT.

AutoCAD SHX Text
 CONTROL 

AutoCAD SHX Text
ACCOUNTING

AutoCAD SHX Text
CHIEF

AutoCAD SHX Text
ACCT. SUPV.

AutoCAD SHX Text
FIN. 

AutoCAD SHX Text
SPECIALIST

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
ACCOUNTING 

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
GFSB

AutoCAD SHX Text
(ACCOUNTING)

AutoCAD SHX Text
OSC

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
COMPUTER OPERATION

AutoCAD SHX Text
303

AutoCAD SHX Text
306

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
DEPUTY

AutoCAD SHX Text
338

AutoCAD SHX Text
CHIEF

AutoCAD SHX Text
337

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
336

AutoCAD SHX Text
335

AutoCAD SHX Text
MULTI-PURPOSE ROOM

AutoCAD SHX Text
333

AutoCAD SHX Text
DRMERS

AutoCAD SHX Text
332

AutoCAD SHX Text
TECH. STORAGE

AutoCAD SHX Text
331

AutoCAD SHX Text
TECH. SHOP

AutoCAD SHX Text
330

AutoCAD SHX Text
MAIN RADIO ROOM

AutoCAD SHX Text
302

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
VAULT

AutoCAD SHX Text
343

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
304

AutoCAD SHX Text
WANG

AutoCAD SHX Text
301

AutoCAD SHX Text
PRINTERS

AutoCAD SHX Text
344

AutoCAD SHX Text
313

AutoCAD SHX Text
MP MONITOR

AutoCAD SHX Text
351

AutoCAD SHX Text
INDONESIA

AutoCAD SHX Text
340

AutoCAD SHX Text
MALAYSIA

AutoCAD SHX Text
PHILIPPINES

AutoCAD SHX Text
C/B MONITORS

AutoCAD SHX Text
350

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
ELEVATOR

AutoCAD SHX Text
ELECT. RM.

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
349

AutoCAD SHX Text
311

AutoCAD SHX Text
MAIL ROOM

AutoCAD SHX Text
348

AutoCAD SHX Text
FSN ASSOCIATE

AutoCAD SHX Text
347

AutoCAD SHX Text
COMMON BREAK

AutoCAD SHX Text
345

AutoCAD SHX Text
PRO. CONTROL

AutoCAD SHX Text
346

AutoCAD SHX Text
LIBRARY

AutoCAD SHX Text
323

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
PRINTERS

AutoCAD SHX Text
SAFE

AutoCAD SHX Text
CHECK CUTTER

AutoCAD SHX Text
314

AutoCAD SHX Text
313

AutoCAD SHX Text
310

AutoCAD SHX Text
309

AutoCAD SHX Text
308

AutoCAD SHX Text
ADMINITRATION

AutoCAD SHX Text
REGIONAL

AutoCAD SHX Text
ENGINEER

AutoCAD SHX Text
SYSTEMS

AutoCAD SHX Text
ADMIN.

AutoCAD SHX Text
THAILAND

AutoCAD SHX Text
SEA VIDEO

AutoCAD SHX Text
&

AutoCAD SHX Text
CONTENT MANAGEMENT

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
CT TEAM

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
SP

AutoCAD SHX Text
SP

AutoCAD SHX Text
SP

AutoCAD SHX Text
4PCS., @1x19mm. LSD. 1800mm. LONG FOR SA. 110 L/s

AutoCAD SHX Text
1PCE., @1x19mm. LSD. 1800mm. LONG WITH

AutoCAD SHX Text
1200mm. LONG PLENUM FOR SA. 70 L/s

AutoCAD SHX Text
3A-04

AutoCAD SHX Text
4,740 L/s

AutoCAD SHX Text
1350

AutoCAD SHX Text
x

AutoCAD SHX Text
500

AutoCAD SHX Text
FA.

AutoCAD SHX Text
750x500 FAG WITH PRE-FILTER.

AutoCAD SHX Text
400x300 FAD. (INSULATED)

AutoCAD SHX Text
560

AutoCAD SHX Text
L/s

AutoCAD SHX Text
190

AutoCAD SHX Text
L/s

AutoCAD SHX Text
145

AutoCAD SHX Text
L/s

AutoCAD SHX Text
145

AutoCAD SHX Text
L/s

AutoCAD SHX Text
125

AutoCAD SHX Text
L/s

AutoCAD SHX Text
140

AutoCAD SHX Text
L/s

AutoCAD SHX Text
140

AutoCAD SHX Text
L/s

AutoCAD SHX Text
210

AutoCAD SHX Text
L/s

AutoCAD SHX Text
9PCS., @1x19mm. LSD. 1200mm.

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
125

AutoCAD SHX Text
L/s

AutoCAD SHX Text
125

AutoCAD SHX Text
L/s

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
125

AutoCAD SHX Text
L/s

AutoCAD SHX Text
125

AutoCAD SHX Text
L/s

AutoCAD SHX Text
250x200

AutoCAD SHX Text
250x200

AutoCAD SHX Text
300x250

AutoCAD SHX Text
200x150

AutoCAD SHX Text
250x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
900x350

AutoCAD SHX Text
250x250

AutoCAD SHX Text
250x200

AutoCAD SHX Text
800x350

AutoCAD SHX Text
250x200

AutoCAD SHX Text
200x150

AutoCAD SHX Text
250x250

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
300x250

AutoCAD SHX Text
750x300

AutoCAD SHX Text
250x200

AutoCAD SHX Text
200x150

AutoCAD SHX Text
300x200

AutoCAD SHX Text
250x200

AutoCAD SHX Text
550x300

AutoCAD SHX Text
250x200

AutoCAD SHX Text
250x200

AutoCAD SHX Text
250x200

AutoCAD SHX Text
450x250

AutoCAD SHX Text
200x150

AutoCAD SHX Text
300x250

AutoCAD SHX Text
210

AutoCAD SHX Text
L/s

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
145

AutoCAD SHX Text
L/s

AutoCAD SHX Text
300x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
250x250

AutoCAD SHX Text
200x150

AutoCAD SHX Text
850x400

AutoCAD SHX Text
250x250

AutoCAD SHX Text
200x150

AutoCAD SHX Text
250x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
850x350

AutoCAD SHX Text
250x250

AutoCAD SHX Text
250x200

AutoCAD SHX Text
700x350

AutoCAD SHX Text
1400

AutoCAD SHX Text
x

AutoCAD SHX Text
450

AutoCAD SHX Text
3A-02

AutoCAD SHX Text
4,470 L/s

AutoCAD SHX Text
FA.

AutoCAD SHX Text
750x450 FAG WITH PRE-FILTER.

AutoCAD SHX Text
450x250 FAD. (INSULATED)

AutoCAD SHX Text
485

AutoCAD SHX Text
L/s

AutoCAD SHX Text
140

AutoCAD SHX Text
L/s

AutoCAD SHX Text
100

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
1PCE., @1x19mm. LSD. 1200mm. LONG FOR SA. 70 L/s

AutoCAD SHX Text
4PCS., @1x19mm. LSD. 1800mm. LONG WITH

AutoCAD SHX Text
1200mm. LONG PLENUM FOR SA. 70 L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
150

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70 L/s

AutoCAD SHX Text
130

AutoCAD SHX Text
L/s

AutoCAD SHX Text
1PCE., @1x19mm. VAV LSD. 1200mm. LONG

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
250

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
130

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200

AutoCAD SHX Text
L/s

AutoCAD SHX Text
190

AutoCAD SHX Text
L/s

AutoCAD SHX Text
130

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200x150

AutoCAD SHX Text
300x250

AutoCAD SHX Text
200x150

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
250x200

AutoCAD SHX Text
200x200

AutoCAD SHX Text
950

AutoCAD SHX Text
x

AutoCAD SHX Text
450

AutoCAD SHX Text
850

AutoCAD SHX Text
x

AutoCAD SHX Text
450

AutoCAD SHX Text
850

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
250x250

AutoCAD SHX Text
200x200

AutoCAD SHX Text
250x200

AutoCAD SHX Text
300x200

AutoCAD SHX Text
200x200

AutoCAD SHX Text
200x150

AutoCAD SHX Text
800

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
750

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
250x200

AutoCAD SHX Text
200x150

AutoCAD SHX Text
750

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
700

AutoCAD SHX Text
x

AutoCAD SHX Text
350

AutoCAD SHX Text
300x300

AutoCAD SHX Text
300x250

AutoCAD SHX Text
200x150

AutoCAD SHX Text
250x200

AutoCAD SHX Text
250x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
550

AutoCAD SHX Text
x

AutoCAD SHX Text
350

AutoCAD SHX Text
400x300

AutoCAD SHX Text
300x250

AutoCAD SHX Text
200x150

AutoCAD SHX Text
350x250

AutoCAD SHX Text
250x200

AutoCAD SHX Text
RA.

AutoCAD SHX Text
3F-04

AutoCAD SHX Text
300 L/s

AutoCAD SHX Text
150

AutoCAD SHX Text
L/s

AutoCAD SHX Text
150

AutoCAD SHX Text
L/s

AutoCAD SHX Text
450x250

AutoCAD SHX Text
250x250

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
250x250

AutoCAD SHX Text
CD.(TYP.)

AutoCAD SHX Text
VD

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
FA.=30 L/s

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
100x150 FAD.

AutoCAD SHX Text
215

AutoCAD SHX Text
L/s

AutoCAD SHX Text
300x300

AutoCAD SHX Text
CD.(TYP.)

AutoCAD SHX Text
215

AutoCAD SHX Text
L/s

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
FA.=40 L/s

AutoCAD SHX Text
150x150 FAD.

AutoCAD SHX Text
FA.

AutoCAD SHX Text
VD

AutoCAD SHX Text
500x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
3F-05

AutoCAD SHX Text
430 L/s

AutoCAD SHX Text
125

AutoCAD SHX Text
L/s

AutoCAD SHX Text
250x250

AutoCAD SHX Text
CD.(TYP.)

AutoCAD SHX Text
250x200

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
400x200

AutoCAD SHX Text
3F-07

AutoCAD SHX Text
250 L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
FA.=30 L/s

AutoCAD SHX Text
FA.

AutoCAD SHX Text
VD

AutoCAD SHX Text
100x150 FAD.

AutoCAD SHX Text
135

AutoCAD SHX Text
L/s

AutoCAD SHX Text
250x250

AutoCAD SHX Text
CD.(TYP.)

AutoCAD SHX Text
250x200

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
400x200

AutoCAD SHX Text
3F-11

AutoCAD SHX Text
270 L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
135

AutoCAD SHX Text
L/s

AutoCAD SHX Text
VD

AutoCAD SHX Text
FA.

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
100x150 FAD.

AutoCAD SHX Text
3F-08

AutoCAD SHX Text
370 L/s

AutoCAD SHX Text
3F-01

AutoCAD SHX Text
1230 L/S

AutoCAD SHX Text
3F-02

AutoCAD SHX Text
1230 L/S

AutoCAD SHX Text
3F-03

AutoCAD SHX Text
465 L/S

AutoCAD SHX Text
200x150

AutoCAD SHX Text
300x200

AutoCAD SHX Text
125

AutoCAD SHX Text
L/s

AutoCAD SHX Text
30

AutoCAD SHX Text
L/s

AutoCAD SHX Text
GYPSUM BOARD TO

AutoCAD SHX Text
GYPSUM BOARD TO SEPARATE RETURN

AutoCAD SHX Text
AIR CHAMBER OF EACH AHU.

AutoCAD SHX Text
SEPARATE RETURN

AutoCAD SHX Text
AIR CHAMBER OF

AutoCAD SHX Text
EACH AHU.

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
200x200 EAG.

AutoCAD SHX Text
EA.

AutoCAD SHX Text
200x150 EAD.

AutoCAD SHX Text
3V-03

AutoCAD SHX Text
60 L/s

AutoCAD SHX Text
350x250

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
900x400

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
900x400

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1250x600

AutoCAD SHX Text
RAD.

AutoCAD SHX Text
CD. 3-WAY.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
S

AutoCAD SHX Text
P

AutoCAD SHX Text
1000x800 SP.

AutoCAD SHX Text
350x300 EAG.

AutoCAD SHX Text
3V-02

AutoCAD SHX Text
210 L/S

AutoCAD SHX Text
350x200 EAD.

AutoCAD SHX Text
EA.

AutoCAD SHX Text
45

AutoCAD SHX Text
L/s

AutoCAD SHX Text
45

AutoCAD SHX Text
L/s

AutoCAD SHX Text
45

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200x200 EAR. (TYP.)

AutoCAD SHX Text
200x150

AutoCAD SHX Text
EAD.(TYP.)

AutoCAD SHX Text
200x200 EAD.

AutoCAD SHX Text
30

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200x200 EAR.

AutoCAD SHX Text
200x100 EAD.

AutoCAD SHX Text
350x200

AutoCAD SHX Text
300x200

AutoCAD SHX Text
45

AutoCAD SHX Text
L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
3PCS., @600x600 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
600x600 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
600x600 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
GYPSUM BOARD TO SEPARATE RETURN

AutoCAD SHX Text
AIR CHAMBER OF EACH AHU.

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
800x400

AutoCAD SHX Text
RA.

AutoCAD SHX Text
600x500 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1200x300 RAR.

AutoCAD SHX Text
250x250

AutoCAD SHX Text
200x200

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
3PCS., @600x600 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1200x300 RAR.

AutoCAD SHX Text
1200x400 RAR.

AutoCAD SHX Text
70 L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1200x300 RAR.

AutoCAD SHX Text
1200x600 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
800

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
3V-01

AutoCAD SHX Text
120 L/S

AutoCAD SHX Text
S

AutoCAD SHX Text
P

AutoCAD SHX Text
30

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200x150 EAD.

AutoCAD SHX Text
200x200 EAR. (TYP.)

AutoCAD SHX Text
VD

AutoCAD SHX Text
1000x800 SP.

AutoCAD SHX Text
30

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200x200 EAR.

AutoCAD SHX Text
250x200

AutoCAD SHX Text
200x200

AutoCAD SHX Text
200x100 EAD.

AutoCAD SHX Text
900x550 RAR.

AutoCAD SHX Text
180

AutoCAD SHX Text
L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
750x500 RAR.

AutoCAD SHX Text
GYPSUM BOARD TO SEPARATE RETURN

AutoCAD SHX Text
AIR CHAMBER OF EACH AHU.

AutoCAD SHX Text
400x400 TAR.

AutoCAD SHX Text
450x300 TAD.

AutoCAD SHX Text
CD. 3-WAY.

AutoCAD SHX Text
VD

AutoCAD SHX Text
DPT

AutoCAD SHX Text
DPT

AutoCAD SHX Text
DPT

AutoCAD SHX Text
W/LINING

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2000x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
3F-10

AutoCAD SHX Text
410 L/s

AutoCAD SHX Text
205

AutoCAD SHX Text
L/s

AutoCAD SHX Text
205

AutoCAD SHX Text
L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
300x300

AutoCAD SHX Text
CD.(TYP.)

AutoCAD SHX Text
500x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
3F-13

AutoCAD SHX Text
1510 L/s

AutoCAD SHX Text
3F-14

AutoCAD SHX Text
1510 L/s

AutoCAD SHX Text
200x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
FA=50 L/s

AutoCAD SHX Text
150x150 FAD.

AutoCAD SHX Text
FA.

AutoCAD SHX Text
VD

AutoCAD SHX Text
WITH 900mm. PLENUM FOR SA. 70 L/s

AutoCAD SHX Text
1PCE., @1x19mm. VAV LSD. 1200mm. LONG

AutoCAD SHX Text
1PCE., @1x19mm. VAV LSD. 1200mm. LONG

AutoCAD SHX Text
WITH 900mm. PLENUM FOR SA. 70 L/s

AutoCAD SHX Text
1100

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
1100

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
M

AutoCAD SHX Text
M

AutoCAD SHX Text
200x100

AutoCAD SHX Text
250x200

AutoCAD SHX Text
60

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200x150

AutoCAD SHX Text
RA.

AutoCAD SHX Text
3AP02

AutoCAD SHX Text
DDC-3AP02

AutoCAD SHX Text
3AP03

AutoCAD SHX Text
DDC-3AP03

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
90

AutoCAD SHX Text
L/s

AutoCAD SHX Text
100

AutoCAD SHX Text
L/s

AutoCAD SHX Text
100

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
100

AutoCAD SHX Text
L/s

AutoCAD SHX Text
120

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200x150

AutoCAD SHX Text
250x200

AutoCAD SHX Text
350x200

AutoCAD SHX Text
200x200

AutoCAD SHX Text
400x200

AutoCAD SHX Text
200x150

AutoCAD SHX Text
350x200

AutoCAD SHX Text
350x200

AutoCAD SHX Text
200x200

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
500x300

AutoCAD SHX Text
350x250

AutoCAD SHX Text
DPT

AutoCAD SHX Text
FA.

AutoCAD SHX Text
M

AutoCAD SHX Text
250x200 RAD.

AutoCAD SHX Text
300x250 RAD.

AutoCAD SHX Text
350x300 RAD.

AutoCAD SHX Text
300x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
FA.=70 L/s

AutoCAD SHX Text
200x150 FAD.

AutoCAD SHX Text
350x350 RAD.

AutoCAD SHX Text
450x350 RAD.

AutoCAD SHX Text
450x350

AutoCAD SHX Text
RA.

AutoCAD SHX Text
600x600 RAR.

AutoCAD SHX Text
3A-03

AutoCAD SHX Text
680 L/s

AutoCAD SHX Text
6PCS.,@300x300 RAR.

AutoCAD SHX Text
60

AutoCAD SHX Text
L/s

AutoCAD SHX Text
60

AutoCAD SHX Text
L/s

AutoCAD SHX Text
2PCS., @1x19mm. LSD. 1200mm. LONG WITH

AutoCAD SHX Text
1000mm. LONG PLENUM FOR SA. 60 L/s

AutoCAD SHX Text
3A-05

AutoCAD SHX Text
2,670 L/s

AutoCAD SHX Text
FA.

AutoCAD SHX Text
300x250 FAD. (INSULATED)

AutoCAD SHX Text
600x400 FAG WITH PRE-FILTER.

AutoCAD SHX Text
160

AutoCAD SHX Text
L/s

AutoCAD SHX Text
145

AutoCAD SHX Text
L/s

AutoCAD SHX Text
145

AutoCAD SHX Text
L/s

AutoCAD SHX Text
250x200

AutoCAD SHX Text
250x250

AutoCAD SHX Text
350x250

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
150

AutoCAD SHX Text
L/s

AutoCAD SHX Text
150

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
150

AutoCAD SHX Text
L/s

AutoCAD SHX Text
80

AutoCAD SHX Text
L/s

AutoCAD SHX Text
100

AutoCAD SHX Text
L/s

AutoCAD SHX Text
1000

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
900

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
200x150

AutoCAD SHX Text
300x250

AutoCAD SHX Text
250x200

AutoCAD SHX Text
800

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
350x250

AutoCAD SHX Text
350x200

AutoCAD SHX Text
200x200 (TYP.)

AutoCAD SHX Text
200x200

AutoCAD SHX Text
350x300

AutoCAD SHX Text
300x300

AutoCAD SHX Text
250x250 (TYP.)

AutoCAD SHX Text
200x200

AutoCAD SHX Text
800

AutoCAD SHX Text
x

AutoCAD SHX Text
350

AutoCAD SHX Text
300

AutoCAD SHX Text
L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1200x500 RAR.

AutoCAD SHX Text
600x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
600x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
250x250

AutoCAD SHX Text
1200x300

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
1200x400 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1200x300 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1050

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RA.

AutoCAD SHX Text
950x500 RAD.

AutoCAD SHX Text
CD. 3-WAY.

AutoCAD SHX Text
1PCE., @1x19mm. VAV LSD. 1200mm. LONG

AutoCAD SHX Text
WITH 900mm. PLENUM FOR SA. 70 L/s

AutoCAD SHX Text
M

AutoCAD SHX Text
90%%D MITERED ELBOW

AutoCAD SHX Text
100

AutoCAD SHX Text
L/s

AutoCAD SHX Text
100

AutoCAD SHX Text
L/s

AutoCAD SHX Text
160

AutoCAD SHX Text
160

AutoCAD SHX Text
L/s

AutoCAD SHX Text
L/s

AutoCAD SHX Text
160

AutoCAD SHX Text
L/s

AutoCAD SHX Text
160

AutoCAD SHX Text
L/s

AutoCAD SHX Text
750

AutoCAD SHX Text
x

AutoCAD SHX Text
350

AutoCAD SHX Text
750x350

AutoCAD SHX Text
MAINTAIN THE MAXIMUM SLOPE OF 1:4

AutoCAD SHX Text
700x300

AutoCAD SHX Text
300x300

AutoCAD SHX Text
450x300

AutoCAD SHX Text
250x250

AutoCAD SHX Text
400x250

AutoCAD SHX Text
250x250(TYP)

AutoCAD SHX Text
250x250

AutoCAD SHX Text
200x200

AutoCAD SHX Text
450x250

AutoCAD SHX Text
250x250

AutoCAD SHX Text
200x200

AutoCAD SHX Text
950x150

AutoCAD SHX Text
OBSTRUCTION AVOIDANCE (TYP)

AutoCAD SHX Text
200x200

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
DUCTWORK ACROSS THE EXISTING PENETRATION

AutoCAD SHX Text
1050x400

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
500x100 SIDEWALL

AutoCAD SHX Text
VAV TERMINAL.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1200x450 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
400x400 TAG.

AutoCAD SHX Text
450x300 TAD.

AutoCAD SHX Text
W/LINING

AutoCAD SHX Text
3F-09

AutoCAD SHX Text
370 L/s

AutoCAD SHX Text
190

AutoCAD SHX Text
L/s

AutoCAD SHX Text
190

AutoCAD SHX Text
L/s

AutoCAD SHX Text
VD

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
FA.=40 L/s

AutoCAD SHX Text
150x150 FAD.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
3F-06

AutoCAD SHX Text
380 L/s

AutoCAD SHX Text
450x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
300x300

AutoCAD SHX Text
CD.(TYP.)

AutoCAD SHX Text
FA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
300x300

AutoCAD SHX Text
CD.(TYP.)

AutoCAD SHX Text
300x250

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
185

AutoCAD SHX Text
L/s

AutoCAD SHX Text
300x250

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
450x250

AutoCAD SHX Text
VD

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
FA.=30 L/s

AutoCAD SHX Text
100x150 FAD.

AutoCAD SHX Text
VD

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
FA.=30 L/s

AutoCAD SHX Text
100x150 FAD.

AutoCAD SHX Text
185

AutoCAD SHX Text
L/s

AutoCAD SHX Text
185

AutoCAD SHX Text
L/s

AutoCAD SHX Text
185

AutoCAD SHX Text
L/s

AutoCAD SHX Text
450x250

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
NTS


I S N I I I 2 2
3.80 3.80 3.80 3.80 2.533 2.533 2.533 3.80 3.80 3.80 3.80 3.80 3.80 3.80 2.47 3.80 3.80
| | | | | | | | | | | | | | | |
] IH
uP ‘*T
N
ﬂ T TT LN} G l_| T T T l_‘| T—71 u T }—D D—( T 1 T——T1 L Dii D |
el ~] N
ROOM i MP MONITOR &/{ = o = o 13 o iz o SEA VIDEO
L 7%77 NN 7%7 ~ ~ = ot o yceiplT
L. 1| IRSY W d W ERvd| P N gl o] A -
1 AWl I I 10 U] 1] AN/ 1] 191 il 1 K ® ® ,@s FACILITIES MANAGEMENT
\' . I - ) \ 0 BANGKOK THAILAND G
D®/ "’H;\ \CD L H \® INDONESIA AL ] sl L0 ‘ L0 0 ‘323 ‘ ( H [ / ‘ ! ! ! é/ H v — 1 L O r] THIS DOCUMENT IS THE PROPERTY OF THE U.S. GOVERNMENT. FURTHER
o ol / \ RERITTEN PERIISSION OF: OFFICE OF OVERSEAS BUILDINGS OPERATIONS:
Ti M- ] Wi ION OF: OF] F OVI ILDINGS OP! NS,
o e i Bt I O e T et B °r* : ° s
L. = 4 o — Al A Al .
iar [ = 7 NECH, T H L 17 (M) i U T @ @k H L | K_Ta ] |
N ROOM T 5 N v
/ F 24 % 24 - 5~ = i APPROVED BY
_ﬁ 8 SE‘TORS | M rJAN REDO RODM
B A . o - ol 1 | A N o N o S RSV N~ o [ @ ]
— 1 : ; - e M <L MW L <] E=
R A ELECT. RM. —
} SES TQH ELEVATOR T ® l:i: X% ’
! 0_3MCM—0 | — e . |
N IT IT (M| 1l il Il ol %7= | L 0 il | O il O ] , & C DATE: / /
\ R — i FACILITIES MANAGEMENT ACKNOWLEDGEMENT
i O} — T |
D = L — L
alolo. d——= = et
o 5 | 5 349 H
= - = = - = :
M TS ST T H_‘—‘—‘—‘j e N
TO) BHEN 0 (=5 per SO DATE: / /
o] — | E
—
X P 1 :
“‘ TE H. $TORAGE
- —
1
EXISTING DIAGRAM OF VAV DIFFUSERS AND THERMOSTATS (OSE) I8 ‘\
Io
T SCALE  NTS [ —
U DRENESRS
X 'ff(;" DATE DESCRIPTION
- L ARCHITECT:
THE FOLLOWING EQUIPMENT / ITEMS SHALL BE REMOVED: FACILITIES MANAGEMENT |
o H :
- ROOM THERMOSTATS FOR VAV DIFFUSERS. [ 2 = =] %% ENGINEER(S):
- ROOM THERMOSTATS FOR FAN COIL UNITS / AlR HANDLERS. L) WT—PU g%SE oM FACILITIES MANAGEMENT
- POWER SUPPLY CABLES FOR VAV DIFFUSERS. X G 4 c
Ay
(FROM POWER SUPPLY MODULES TO VAV DlFFUSERS) I:'\i | - PROJECT TITLE:
-
L) [ [ - g o EOB 3RD FLOOR SPACE RENOVATION
— I——n—— 1 S il
4. U = T [STORAGE } —
o o <l | |
I T0_3MGM—0J
3 — i i — [ DRAWING TITLE:
LA 2 = | T ol
- F13 FIA = \ ‘Pjﬁgéx ] EXISTING DIAGRAM OF VAV DIFFUSERS |5
s i 31 HrC AND THERMOSTATS (OSE)
L] M S 9 ‘[ p
:M X ] [ DRAWN BY: DATE:
— —i - o FM. APRIL 25, 2020
NORTH 8] [m] et o — A j CHECKED BY: DATE: B
01.00 5.00 10.00m M. APRIL 25, 2020
] .
SCALE = 1:300 — oo 1 ’ 5 SCALE: 1:300
%‘ B I ! = DWG NO.:
SENSITIVE BUT = T Mo5 “
UNCLASSIFIED ”
CADDFILE: o5 Existing Diagram of VA ’IDiffuse



AutoCAD SHX Text
L

AutoCAD SHX Text
K

AutoCAD SHX Text
X

AutoCAD SHX Text
W

AutoCAD SHX Text
V

AutoCAD SHX Text
U

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
R

AutoCAD SHX Text
Q

AutoCAD SHX Text
P

AutoCAD SHX Text
O

AutoCAD SHX Text
N

AutoCAD SHX Text
M

AutoCAD SHX Text
J

AutoCAD SHX Text
I

AutoCAD SHX Text
H

AutoCAD SHX Text
G

AutoCAD SHX Text
FHC

AutoCAD SHX Text
FB

AutoCAD SHX Text
EFT.

AutoCAD SHX Text
PAYMENTS

AutoCAD SHX Text
IM. ASSOC. DIR

AutoCAD SHX Text
NEW WANG

AutoCAD SHX Text
BACK UP

AutoCAD SHX Text
ACCT.

AutoCAD SHX Text
 CONTROL 

AutoCAD SHX Text
ACCOUNTING

AutoCAD SHX Text
CHIEF

AutoCAD SHX Text
ACCT. SUPV.

AutoCAD SHX Text
FIN. 

AutoCAD SHX Text
SPECIALIST

AutoCAD SHX Text
SPARE

AutoCAD SHX Text
ACCOUNTING 

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
GFSB

AutoCAD SHX Text
(ACCOUNTING)

AutoCAD SHX Text
OSC

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
COMPUTER OPERATION

AutoCAD SHX Text
303

AutoCAD SHX Text
306

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
DEPUTY

AutoCAD SHX Text
338

AutoCAD SHX Text
CHIEF

AutoCAD SHX Text
337

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
336

AutoCAD SHX Text
335

AutoCAD SHX Text
MULTI-PURPOSE ROOM

AutoCAD SHX Text
333

AutoCAD SHX Text
DRMERS

AutoCAD SHX Text
332

AutoCAD SHX Text
TECH. STORAGE

AutoCAD SHX Text
331

AutoCAD SHX Text
TECH. SHOP

AutoCAD SHX Text
330

AutoCAD SHX Text
MAIN RADIO ROOM

AutoCAD SHX Text
302

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
VAULT

AutoCAD SHX Text
343

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
304

AutoCAD SHX Text
WANG

AutoCAD SHX Text
301

AutoCAD SHX Text
PRINTERS

AutoCAD SHX Text
344

AutoCAD SHX Text
313

AutoCAD SHX Text
MP MONITOR

AutoCAD SHX Text
351

AutoCAD SHX Text
INDONESIA

AutoCAD SHX Text
340

AutoCAD SHX Text
MALAYSIA

AutoCAD SHX Text
PHILIPPINES

AutoCAD SHX Text
C/B MONITORS

AutoCAD SHX Text
350

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
ELEVATOR

AutoCAD SHX Text
ELECT. RM.

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
349

AutoCAD SHX Text
311

AutoCAD SHX Text
MAIL ROOM

AutoCAD SHX Text
348

AutoCAD SHX Text
FSN ASSOCIATE

AutoCAD SHX Text
347

AutoCAD SHX Text
COMMON BREAK

AutoCAD SHX Text
345

AutoCAD SHX Text
PRO. CONTROL

AutoCAD SHX Text
346

AutoCAD SHX Text
LIBRARY

AutoCAD SHX Text
323

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
PRINTERS

AutoCAD SHX Text
SAFE

AutoCAD SHX Text
CHECK CUTTER

AutoCAD SHX Text
314

AutoCAD SHX Text
313

AutoCAD SHX Text
310

AutoCAD SHX Text
309

AutoCAD SHX Text
308

AutoCAD SHX Text
ADMINITRATION

AutoCAD SHX Text
REGIONAL

AutoCAD SHX Text
ENGINEER

AutoCAD SHX Text
SYSTEMS

AutoCAD SHX Text
ADMIN.

AutoCAD SHX Text
THAILAND

AutoCAD SHX Text
SEA VIDEO

AutoCAD SHX Text
&

AutoCAD SHX Text
CONTENT MANAGEMENT

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
CT TEAM

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
SP

AutoCAD SHX Text
SP

AutoCAD SHX Text
SP

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
PSM

AutoCAD SHX Text
TO 3MCM-01

AutoCAD SHX Text
PSM

AutoCAD SHX Text
TO 3MCM-01

AutoCAD SHX Text
PSM

AutoCAD SHX Text
TO 3MCM-02

AutoCAD SHX Text
PSM

AutoCAD SHX Text
TO 3MCM-02

AutoCAD SHX Text
PSM

AutoCAD SHX Text
TO 3MCM-03

AutoCAD SHX Text
TO 3MCM-03

AutoCAD SHX Text
PSM

AutoCAD SHX Text
TO 3MCM-03

AutoCAD SHX Text
CO

AutoCAD SHX Text
2

AutoCAD SHX Text
3AP02

AutoCAD SHX Text
DDC-3AP02

AutoCAD SHX Text
3AP03

AutoCAD SHX Text
DDC-3AP03

AutoCAD SHX Text
3AP04

AutoCAD SHX Text
DDC-3AP04

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
PSM

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
NTS


UP &
T RISER 2 TO ROOF AND TO FLOOR 2
DN \ | [
932 D CONNECTED TO
‘ 932 D CONNECTED T }—X R [«azs D TO NEAREST DRAN
T D D D D—( T D D T T T Dl—( T D D T T——T D D
25 D. | & | [ 7% 0
=t - L 1 i
932 CHS:t— 3-05 Loso ciir, FOL o0 0 | 023 oo, [0
832 CHRA— 025 crs. | Feo o 0 e [ —
825 B CHS— F-13
'3 HR,——
0.:73 CHE.* ~
432 CHR. T T T 932 D T0
[ i - 5 ﬂ\ . NEAREST DRAIN.
lcHs.— 40 CHs, CHS. 932 CHS.
uLm O O O o # S0 CHR— 1T 440 CHRE— T T ek (iR — T G g5 G — FACILITIES MANAGEMENT
3F= BANGKOK THAILAND G
L WVICE DOOR
T \02§ (‘H; THIS DOCUMENT IS THE PROPERTY OF THE U.S. GOVERNMENT. FURTHER
O %5010 | — — 92 CHR. a [m] [m] a [m] O ] REPRODUCTION AND/OR DISTRIBUTION IS PROHIBITED WITHOUT THE EXPRESS
VOR \ 0" g WRITTEN PERMISSION OF: OFFICE OF OVERSEAS BUILDINGS OPERATIONS,
Sl= G SCAICIE AT ST, 22 e, AT
932070 1| le25 D. =0 F=05 625 _CHE | APPROVAL OF THE INDIVIDUAL WHOSE SEAL APPEARS HEREON.
FLOOR DRAN]| P25 CHR. | —o5(] CHR. \ APPROVED BY B
0. 1IN 5 D. i
‘ b/Qj oo ’ 940 CHS. | 925 CHS.
o =< 525 $40 PHR. HR 950|CHEN
CHS. Y l._uj $501CHR— \
I I T T T ! . . T T T il — T
i 7 1] =={ 3F-11 1 — F
/ i S \ / DATE: / /
v - $25 D TO AHU ROOM ON FLOOR 2
RISER 4 TO ROOF AND TO FLOOR 2 VA o | RISER & TO ROOF AND TO FLOOR 1. 432 D [ FACILITIES MANAGEMENT ACKNOWLEDGEMENT
/éﬂ L_RISER 5 TO ROOF AND TO FLOOR 2 TO NEAREST DRAN. i
304 = H
T o= N o I | C —
B 4 75 T
u
a5
DATE: / /
L . E
} = = —————m
U o Io
NEW CHILLED WATER PIPES, AND DRAIN PIPES
SCALE NTS T .
= 'ff(;" DATE DESCRIPTION
[ ARCHITECT:
FACILITIES MANAGEMENT |
Ho——mn
—1 ENGINEER(S):
- C &
I A FACILITIES MANAGEMENT
3 FLOOR 2 1
C
— i DE UP PROJECT TITLE:
\Ng o EOB 3RD FLOOR SPACE RENOVATION
] [ RISER 11 TO ROOF AND TO FLOOR 2 [
g W . DRAWING TITLE:
~1
mo NEW CHILLED WATER PIPES B
/“ [ . AND DRAIN PIPES
5 S = DRAWN BY: DATE:
o5 o FM. APRIL 25, 2020
L] . —
NORTH 965 CHR. CHECKED BY: DATE:
?;00 5.00 10.00m A 7J\i \\H RISER 10 T0 ROOF AND TO FLOOR 2. FM. APRIL 25, 2020
SCALE = 1:300 7 = SCALE: 1:300
/ g DWG NO.:
== a——a—— 1 T A

S B SENSITIVE BUT MO6
UNCLASSIFIED

CADD FILE:

MO6 - New Chilled Water Pipef and Dr



AutoCAD SHX Text
3F-05

AutoCAD SHX Text
3F-07

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
RISER 8 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
3F-09

AutoCAD SHX Text
3F-04

AutoCAD SHX Text
3A-03

AutoCAD SHX Text
3A-04

AutoCAD SHX Text
%%C32 D TO

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
RISER 10 TO ROOF AND TO FLOOR 2.

AutoCAD SHX Text
FLOOR DRAIN.

AutoCAD SHX Text
%%C32 D TO

AutoCAD SHX Text
FLOOR DRAIN.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
RISER 11 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
RISER 4 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
%%C32 D TO

AutoCAD SHX Text
FLOOR DRAIN.

AutoCAD SHX Text
RISER 2 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
%%C20 D.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C25 D TO NEAREST DRAIN

AutoCAD SHX Text
%%C32 D CONNECTED TO

AutoCAD SHX Text
%%C20 D ON FLOOR 2.

AutoCAD SHX Text
%%C25 D.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
RISER 6 TO ROOF AND TO FLOOR 1.

AutoCAD SHX Text
%%C32 D

AutoCAD SHX Text
%%C50 CHR.

AutoCAD SHX Text
%%C50 CHS.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C50 CHS.

AutoCAD SHX Text
%%C50 CHR.

AutoCAD SHX Text
RISER 5 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
%%C25 D TO AHU ROOM ON FLOOR 2

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C20 D.

AutoCAD SHX Text
3F-01

AutoCAD SHX Text
3F-03

AutoCAD SHX Text
RISER 9 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
%%C32 D TO NEAREST DRAIN.

AutoCAD SHX Text
%%C25 D TO FLOOR DRAIN IN AN AHU ROOM ON LEVEL 2

AutoCAD SHX Text
%%C50 CHS.

AutoCAD SHX Text
%%C50 CHR.

AutoCAD SHX Text
3F-02

AutoCAD SHX Text
3F-10

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C32 CHS.

AutoCAD SHX Text
%%C32 CHR.

AutoCAD SHX Text
%%C25 D.

AutoCAD SHX Text
%%C20 CHS.

AutoCAD SHX Text
%%C20 CHR.

AutoCAD SHX Text
%%C65 CHS.

AutoCAD SHX Text
%%C65 CHR.

AutoCAD SHX Text
%%C32 CHS. (TYP)

AutoCAD SHX Text
%%C32 CHR. (TYP)

AutoCAD SHX Text
%%C32 D. (TYP)

AutoCAD SHX Text
%%C32 D.

AutoCAD SHX Text
SERVICE DOOR

AutoCAD SHX Text
SERVICE DOOR

AutoCAD SHX Text
SERVICE DOOR

AutoCAD SHX Text
SERVICE DOOR

AutoCAD SHX Text
3AP02

AutoCAD SHX Text
3AP03

AutoCAD SHX Text
3AP04

AutoCAD SHX Text
DDC-3AP02

AutoCAD SHX Text
DDC-3AP03

AutoCAD SHX Text
DDC-3AP04

AutoCAD SHX Text
%%C25 D TO

AutoCAD SHX Text
FLOOR DRAIN.

AutoCAD SHX Text
%%C32 D TO

AutoCAD SHX Text
NEAREST DRAIN.

AutoCAD SHX Text
TO NEAREST DRAIN.

AutoCAD SHX Text
RISER 13 TO ROOF AND TO FLOOR 2

AutoCAD SHX Text
FAX

AutoCAD SHX Text
VAULT

AutoCAD SHX Text
304

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
ELEVATOR

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
IM. ASSOC. DIR

AutoCAD SHX Text
326

AutoCAD SHX Text
ELECT. RM.

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
W.

AutoCAD SHX Text
SW.

AutoCAD SHX Text
W.

AutoCAD SHX Text
WC.

AutoCAD SHX Text
COMMON USER 

AutoCAD SHX Text
WORKSTATIONS/

AutoCAD SHX Text
333D

AutoCAD SHX Text
PRINTERS

AutoCAD SHX Text
INTERNAL SYSTEM

AutoCAD SHX Text
333C

AutoCAD SHX Text
MESSAGING OFFICE

AutoCAD SHX Text
AND

AutoCAD SHX Text
SUPERVISORY

AutoCAD SHX Text
SPECIALIST

AutoCAD SHX Text
333B

AutoCAD SHX Text
COMPUTER

AutoCAD SHX Text
MANAGEMENT

AutoCAD SHX Text
COMMUNICATION

AutoCAD SHX Text
EQUIPMENT

AutoCAD SHX Text
GFS MAIN SERVER ROOM

AutoCAD SHX Text
333A

AutoCAD SHX Text
333

AutoCAD SHX Text
325

AutoCAD SHX Text
305

AutoCAD SHX Text
302

AutoCAD SHX Text
303

AutoCAD SHX Text
327

AutoCAD SHX Text
FHC

AutoCAD SHX Text
FHC

AutoCAD SHX Text
FHC

AutoCAD SHX Text
NEW WANG

AutoCAD SHX Text
BACK UP

AutoCAD SHX Text
334

AutoCAD SHX Text
WCR0616

AutoCAD SHX Text
SPO053

AutoCAD SHX Text
SOF087

AutoCAD SHX Text
WKF33AS

AutoCAD SHX Text
WCR0616

AutoCAD SHX Text
SPO053

AutoCAD SHX Text
SOF087

AutoCAD SHX Text
WKF33AS

AutoCAD SHX Text
WSS0610

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
3F-13

AutoCAD SHX Text
3F-11

AutoCAD SHX Text
3F-08

AutoCAD SHX Text
3F-06

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C25 D.

AutoCAD SHX Text
%%C25 D.

AutoCAD SHX Text
%%C25 CHS.

AutoCAD SHX Text
%%C25 CHR.

AutoCAD SHX Text
%%C40 CHS.

AutoCAD SHX Text
%%C40 CHR.

AutoCAD SHX Text
%%C25 D.

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
NTS


1 2 | | 4 | 5 6 | 7 | 8
GYPSUM BOARD TO SEPARATE RETURN
150x200 FAG 200x200 FAG| AR CHAMBER OF EACH AHU. -
WITH PRE-FILTER, 190x200 FAG WITH PRE-FILTER, A
FA. FA=40 L/s WITH l;RE_—FILTER. FA. FA=50 L/s 700x400 TAD.
‘ 150x150 FAD. A=30 L/s + 1504150 FAD. i W/LINING
m m =1 m im T m 1 T——1 m L
100x150 FAD.—H RA \
g 4 (= 250x200 I
| k< 500L250—~ i P vie 410 L/s < L/} a —
140 4 160 E_ VA £ b
L/s L/s R a RA
ol 3 A @JL_E;_ : 300250 A
2z s 250x200] | [7400x2p0 250(L/3 700400 1l 250x200 AR ﬁAzooxzoo FAD.
— =1 o 300x300 FAG
M - “HEEER (N S 00 W/BRE-ALTEr, FACILITIES MANAGEMENT
110 L/s <X = BANGKOK THAILAND G
110 e 1o A N 0| 900 1/5
i /s trs X X KX
oezso ikt A B0 T O T SO R
\ E] D D ‘[] E j Ev] WRITTEN PERMISSION OF: OFFICE OF OVERSEAS BUILDINGS OPERATIONS,
: | e o A MSToLG 2ot e
I 450x2 1L7/5 1o 450251 1 [ S 4/2 1 APPROVAL OF THE INDIVIDUAL WHOSE SEAL APPEARS HEREON.
A A A A
[Uoxe AT AT AT AT S~ [[orF GYPS M BOARD TO SEPARATE RETURNYX A 120 —
WEER] ] - 73 APPROVED BY
: N 3k [\ 3 ™ ‘ K
A 250 [150x150 FAD]|[ 370/ L/s s 310 L/s I - ach1 | | [
) T 200 T E] T &) e |20 LT | | | T £ ¥
Y ® 7L/ T\ T 0% =
Y "'%< 1IN % Q| RA.
2 v VD 40 Al /s 0
T IT | n B M} T M} T = + — T F
] X WITH PRE-FILTER | f7s
2 k-40 L/s A -~ DATE: / /
100x150 FAD 100x150 FAD. - i/ :
1200400 RAR. T /_{ 150200 FAG 1501200 FiG ' 150x200 FAG I FACILITIES MANAGEMENT ACKNOWLEDGEMENT
450x250 FAD. (INSULATED) e FA=30 /s !VA‘IHJERE/FILTER WITH PRE-FILTER. —He 1 l
750x450 FAG WITH PRE-FILTER. . N\ 100x150 FAD. ‘ =T |
200x200 EAR. (TYP.) 100:150 FAD. 1504200 FAG 0 450 ) .
200x150  EAD, : WITH PRE-FILTER. K [ =11200k600
200x100 EAD. /E v 300x3 2400x100 FA=30 /s { 0 3 i)
m»zsoxzoo ‘ sorsT SIDEWALL RAR. [ _(f E 200x20]
5 . 1| X d) 4
sa——1 waoi FH— - el 1 GH ‘
I L OBSTRUCTION AVOIDANCE éTYP)},,_ m DATE: / /
comiiBRY @%ER Esls MAINTAIN THE MAXIMUM SLOPE OF 1:4 “—DUCTWORK iCROSS |THE EX(STING PENETRATION E
3/ Sorter 950x150 |4
1PCE., @1x19mm. LSD. 1200mm. W / 3F-04 ; 2PCS., ®250x250 CD FOR 150 L/s. 3F-08 ; 2PCS., @300x300 CD FOR 185 L/s. A_ A . 1200x500 RAR.
4PCS., ®1x19mm. LSD. 1800mm. LONG FARINTERS 2400x100 1PCE., @1200x600 RAR W/PRE-FILTER. 3F-09 1PCE., @600x600 RAR W/PRE-FILTER. /1 450256
1200rhm. LONG PLENUM FOR SA. SIDEWALL RAR 1300(L)x700(W)x600(H) RETURN AR PLENUM. 950(L)x700(W)x600(H) RETURN AIR PLENUM. maf
g 750x350- i q A S
2000x100 [ [ 100 200x200 |, ], 20
SIDEWALL RAR. 3F—05 ; 2PCS., @300x300 CD FOR 215 L/s. 3F-10 ; 2PCS.,, @300x300 CD FOR 205 L/s. = /s % L/s
1PCE., @1200x600 RAR W/PRE-FILTER. 1PCE., @600x600 RAR W/PRE-FILTER. —
1300(L)x700(W)x600(H) RETURN AIR PLENUM. 950(L)x700(W)x600(H) RETURN AIR PLENUM. L [200x200 4
750 ~20px200 2P0 | ue00 T
2400x100 3F—06 ; 2PCS., ®300x300 CD FOR 190 L/s. 3F-11 ; 2PCS., @250x250 CD FOR 135 L/s. 3p0 1|
ISIDEWALL RAR. 2PCS., @600x600 RAR W/PRE-FILTER. 1PCE., @600x600 RAR W/PRE-FILTER. — L 4
950(L)x700(W)x600(H) RETURN AIR PLENUM. 950(L)X700(W)x600(H) RETURN AR PLENUM. I = 10 0
L/s L/s
SR f 1°
333C — w0 e 3F-07 ; 2PCS., ®250x250 CD FOR 125 L/s.
|NTERNA|_ SYSTEM 200x200 EAR. 1PCE., @600x600 RAR W/PRE-FILTER. =
950(L)x700(W)x600(H) RETURN AIR PLENUM. 1) =1 REV.
o 2001600 :
AND ﬁ;_%m . E'L | = ooz = 00 No.| DATE DESCRIPTION
MESSAGING OFFICE T " 210“ S I : A ARCHITECT.
/ [~— A< | 4 |
H 4PCS., @1x19mm. LSD. 1800mm. LONG FOR SA. 110 L/s = FAClLITIES MANAGEMENT —
333B —L300x2 5 \womo EAG. s Ho———
T 1PCE., @1x19mm. LSD. 1800mm. LONG WITH ENGINEER(S):
SUPERVISORY 1200600 | o a0 B () 1200mm. LONG PLENUM FOR SA. 70 L/s | 1
3330 ——— COMPUTER &TT —= — ot a=t i I
=il X
AFC LA OFPAFR RAALL M_A_N_A_GMJ-RARﬁ {E SIS 256x200 L/;’w'» 5“ JYP.) /:/ FAClLlTlES MANAGEMENT
1PCE., @1x19mm. VAV LSD. 1200mm. LONG 7
WITH 900mm. PLENUM FOR SA. 70 L/s 180 C
0
GYPSUM BOARD TO SEPARATE RETURN H ) Dl uP PROJECT TITLE:
AR CHAMBER OF EACH AHU. o \
o . = .
0
J EOB 3RD FLOOR SPACE RENOVATION
NEW DUCT LAYOUT : | DRAWING TITLE:
SCALE NTS ]
NEW DUCT LAYOUT B
T 350x250—
| 550x300 450x250 I
200)(]70 8 N
200 ==)RA = RA.
= T DRAWN BY: DATE:
NORTH P L ioooe00 R 12004400 RAR. FM. APRIL 25, 2020 |
600x400 FAG WITH PRE-FILTER. CHECKED BY: DATE:
01.00 5.00 10.00m N 300x250 FAD. (INSULATED) F APRIL 25, 2020
— 0" MITERED ELBOW :
SCALE = 1:300 - SCALE: 1:300
DWG NO.:
SENSITIVE BUT i
2404100 )J ?\szoo EAG. MO7
CADD FILE:
MO7 - New Duct Layout.dwg
1 2 4 5 6 7 8


AutoCAD SHX Text
FAX

AutoCAD SHX Text
VAULT

AutoCAD SHX Text
304

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
ELEVATOR

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
IM. ASSOC. DIR

AutoCAD SHX Text
335

AutoCAD SHX Text
326

AutoCAD SHX Text
ELECT. RM.

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
W.

AutoCAD SHX Text
SW.

AutoCAD SHX Text
W.

AutoCAD SHX Text
WC.

AutoCAD SHX Text
COMMON USER 

AutoCAD SHX Text
WORKSTATIONS/

AutoCAD SHX Text
333D

AutoCAD SHX Text
PRINTERS

AutoCAD SHX Text
INTERNAL SYSTEM

AutoCAD SHX Text
333C

AutoCAD SHX Text
MESSAGING OFFICE

AutoCAD SHX Text
AND

AutoCAD SHX Text
SUPERVISORY

AutoCAD SHX Text
SPECIALIST

AutoCAD SHX Text
333B

AutoCAD SHX Text
COMPUTER

AutoCAD SHX Text
MANAGEMENT

AutoCAD SHX Text
COMMUNICATION

AutoCAD SHX Text
EQUIPMENT

AutoCAD SHX Text
GFS MAIN SERVER ROOM

AutoCAD SHX Text
333A

AutoCAD SHX Text
333

AutoCAD SHX Text
325

AutoCAD SHX Text
305

AutoCAD SHX Text
302

AutoCAD SHX Text
303

AutoCAD SHX Text
327

AutoCAD SHX Text
FHC

AutoCAD SHX Text
FHC

AutoCAD SHX Text
FHC

AutoCAD SHX Text
NEW WANG

AutoCAD SHX Text
BACK UP

AutoCAD SHX Text
334

AutoCAD SHX Text
WCR0616

AutoCAD SHX Text
SPO053

AutoCAD SHX Text
SOF087

AutoCAD SHX Text
WKF33AS

AutoCAD SHX Text
WCR0616

AutoCAD SHX Text
SPO053

AutoCAD SHX Text
SOF087

AutoCAD SHX Text
WKF33AS

AutoCAD SHX Text
WSS0610

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
140

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
160

AutoCAD SHX Text
L/s

AutoCAD SHX Text
150

AutoCAD SHX Text
L/s

AutoCAD SHX Text
160

AutoCAD SHX Text
L/s

AutoCAD SHX Text
175

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
140

AutoCAD SHX Text
L/s

AutoCAD SHX Text
175

AutoCAD SHX Text
L/s

AutoCAD SHX Text
140

AutoCAD SHX Text
L/s

AutoCAD SHX Text
100

AutoCAD SHX Text
L/s

AutoCAD SHX Text
160

AutoCAD SHX Text
L/s

AutoCAD SHX Text
130

AutoCAD SHX Text
L/s

AutoCAD SHX Text
160

AutoCAD SHX Text
L/s

AutoCAD SHX Text
130

AutoCAD SHX Text
L/s

AutoCAD SHX Text
130

AutoCAD SHX Text
L/s

AutoCAD SHX Text
100

AutoCAD SHX Text
L/s

AutoCAD SHX Text
130

AutoCAD SHX Text
L/s

AutoCAD SHX Text
140

AutoCAD SHX Text
L/s

AutoCAD SHX Text
135

AutoCAD SHX Text
L/s

AutoCAD SHX Text
140

AutoCAD SHX Text
L/s

AutoCAD SHX Text
1200x600 RAR.

AutoCAD SHX Text
4PCS., @1x19mm. LSD. 1800mm. LONG FOR SA. 110 L/s

AutoCAD SHX Text
1PCE., @1x19mm. LSD. 1800mm. LONG WITH

AutoCAD SHX Text
1200mm. LONG PLENUM FOR SA. 70 L/s

AutoCAD SHX Text
3F-04 ;

AutoCAD SHX Text
2PCS., @250x250 CD FOR 150 L/s.

AutoCAD SHX Text
1PCE., @1200x600 RAR W/PRE-FILTER.

AutoCAD SHX Text
1300(L)x700(W)x600(H) RETURN AIR PLENUM.

AutoCAD SHX Text
3F-05 ;

AutoCAD SHX Text
2PCS., @300x300 CD FOR 215 L/s.

AutoCAD SHX Text
1PCE., @1200x600 RAR W/PRE-FILTER.

AutoCAD SHX Text
1300(L)x700(W)x600(H) RETURN AIR PLENUM.

AutoCAD SHX Text
3F-06 ;

AutoCAD SHX Text
2PCS., @300x300 CD FOR 190 L/s.

AutoCAD SHX Text
2PCS., @600x600 RAR W/PRE-FILTER.

AutoCAD SHX Text
950(L)x700(W)x600(H) RETURN AIR PLENUM.

AutoCAD SHX Text
3F-07 ;

AutoCAD SHX Text
2PCS., @250x250 CD FOR 125 L/s.

AutoCAD SHX Text
1PCE., @600x600 RAR W/PRE-FILTER.

AutoCAD SHX Text
950(L)x700(W)x600(H) RETURN AIR PLENUM.

AutoCAD SHX Text
3F-08 ;

AutoCAD SHX Text
3F-10 ;

AutoCAD SHX Text
2PCS., @300x300 CD FOR 205 L/s.

AutoCAD SHX Text
1PCE., @600x600 RAR W/PRE-FILTER.

AutoCAD SHX Text
950(L)x700(W)x600(H) RETURN AIR PLENUM.

AutoCAD SHX Text
3A-04

AutoCAD SHX Text
4,740 L/s

AutoCAD SHX Text
1350

AutoCAD SHX Text
x

AutoCAD SHX Text
500

AutoCAD SHX Text
FA.

AutoCAD SHX Text
750x500 FAG WITH PRE-FILTER.

AutoCAD SHX Text
400x300 FAD. (INSULATED)

AutoCAD SHX Text
560

AutoCAD SHX Text
L/s

AutoCAD SHX Text
190

AutoCAD SHX Text
L/s

AutoCAD SHX Text
145

AutoCAD SHX Text
L/s

AutoCAD SHX Text
145

AutoCAD SHX Text
L/s

AutoCAD SHX Text
125

AutoCAD SHX Text
L/s

AutoCAD SHX Text
140

AutoCAD SHX Text
L/s

AutoCAD SHX Text
140

AutoCAD SHX Text
L/s

AutoCAD SHX Text
210

AutoCAD SHX Text
L/s

AutoCAD SHX Text
9PCS., @1x19mm. LSD. 1200mm.

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
125

AutoCAD SHX Text
L/s

AutoCAD SHX Text
125

AutoCAD SHX Text
L/s

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
125

AutoCAD SHX Text
L/s

AutoCAD SHX Text
125

AutoCAD SHX Text
L/s

AutoCAD SHX Text
250x200

AutoCAD SHX Text
250x200

AutoCAD SHX Text
300x250

AutoCAD SHX Text
200x150

AutoCAD SHX Text
250x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
900x350

AutoCAD SHX Text
250x250

AutoCAD SHX Text
250x200

AutoCAD SHX Text
800x350

AutoCAD SHX Text
250x200

AutoCAD SHX Text
200x150

AutoCAD SHX Text
250x250

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
300x250

AutoCAD SHX Text
750x300

AutoCAD SHX Text
250x200

AutoCAD SHX Text
200x150

AutoCAD SHX Text
300x200

AutoCAD SHX Text
250x200

AutoCAD SHX Text
550x300

AutoCAD SHX Text
250x200

AutoCAD SHX Text
250x200

AutoCAD SHX Text
250x200

AutoCAD SHX Text
450x250

AutoCAD SHX Text
200x150

AutoCAD SHX Text
300x250

AutoCAD SHX Text
210

AutoCAD SHX Text
L/s

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
165

AutoCAD SHX Text
L/s

AutoCAD SHX Text
145

AutoCAD SHX Text
L/s

AutoCAD SHX Text
300x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
250x250

AutoCAD SHX Text
200x150

AutoCAD SHX Text
850x400

AutoCAD SHX Text
250x250

AutoCAD SHX Text
200x150

AutoCAD SHX Text
250x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
850x350

AutoCAD SHX Text
250x250

AutoCAD SHX Text
250x200

AutoCAD SHX Text
700x350

AutoCAD SHX Text
1400

AutoCAD SHX Text
x

AutoCAD SHX Text
450

AutoCAD SHX Text
3A-02

AutoCAD SHX Text
4,470 L/s

AutoCAD SHX Text
FA.

AutoCAD SHX Text
750x450 FAG WITH PRE-FILTER.

AutoCAD SHX Text
450x250 FAD. (INSULATED)

AutoCAD SHX Text
485

AutoCAD SHX Text
L/s

AutoCAD SHX Text
140

AutoCAD SHX Text
L/s

AutoCAD SHX Text
1PCE., @1x19mm. LSD. 1200mm. LONG FOR SA. 70 L/s

AutoCAD SHX Text
4PCS., @1x19mm. LSD. 1800mm. LONG WITH

AutoCAD SHX Text
1200mm. LONG PLENUM FOR SA. 70 L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
130

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
250

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
130

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200

AutoCAD SHX Text
L/s

AutoCAD SHX Text
190

AutoCAD SHX Text
L/s

AutoCAD SHX Text
130

AutoCAD SHX Text
L/s

AutoCAD SHX Text
300x250

AutoCAD SHX Text
200x200

AutoCAD SHX Text
950

AutoCAD SHX Text
x

AutoCAD SHX Text
450

AutoCAD SHX Text
850

AutoCAD SHX Text
x

AutoCAD SHX Text
450

AutoCAD SHX Text
850

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
250x250

AutoCAD SHX Text
250x200

AutoCAD SHX Text
300x200

AutoCAD SHX Text
200x200

AutoCAD SHX Text
200x150

AutoCAD SHX Text
800

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
750

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
250x200

AutoCAD SHX Text
200x150

AutoCAD SHX Text
750

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
700

AutoCAD SHX Text
x

AutoCAD SHX Text
350

AutoCAD SHX Text
300x300

AutoCAD SHX Text
300x250

AutoCAD SHX Text
200x150

AutoCAD SHX Text
250x200

AutoCAD SHX Text
250x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
300x250

AutoCAD SHX Text
550

AutoCAD SHX Text
x

AutoCAD SHX Text
350

AutoCAD SHX Text
400x300

AutoCAD SHX Text
300x250

AutoCAD SHX Text
200x150

AutoCAD SHX Text
350x250

AutoCAD SHX Text
250x200

AutoCAD SHX Text
3F-01

AutoCAD SHX Text
1230 L/S

AutoCAD SHX Text
3F-02

AutoCAD SHX Text
1230 L/S

AutoCAD SHX Text
3F-03

AutoCAD SHX Text
465 L/S

AutoCAD SHX Text
200x150

AutoCAD SHX Text
300x200

AutoCAD SHX Text
GYPSUM BOARD TO SEPARATE RETURN

AutoCAD SHX Text
AIR CHAMBER OF EACH AHU.

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
200x200 EAG.

AutoCAD SHX Text
EA.

AutoCAD SHX Text
200x150 EAD.

AutoCAD SHX Text
3V-03

AutoCAD SHX Text
60 L/s

AutoCAD SHX Text
350x250

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
900x400

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
900x400

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1250x600

AutoCAD SHX Text
RAD.

AutoCAD SHX Text
CD. 3-WAY.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
S

AutoCAD SHX Text
P

AutoCAD SHX Text
1000x800 SP.

AutoCAD SHX Text
350x300 EAG.

AutoCAD SHX Text
3V-02

AutoCAD SHX Text
210 L/S

AutoCAD SHX Text
350x200 EAD.

AutoCAD SHX Text
EA.

AutoCAD SHX Text
45

AutoCAD SHX Text
L/s

AutoCAD SHX Text
45

AutoCAD SHX Text
L/s

AutoCAD SHX Text
45

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200x200 EAR. (TYP.)

AutoCAD SHX Text
200x150

AutoCAD SHX Text
EAD.(TYP.)

AutoCAD SHX Text
200x200 EAD.

AutoCAD SHX Text
30

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200x200 EAR.

AutoCAD SHX Text
200x100 EAD.

AutoCAD SHX Text
350x200

AutoCAD SHX Text
300x200

AutoCAD SHX Text
45

AutoCAD SHX Text
L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
3PCS., @600x600 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
600x600 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
600x600 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
GYPSUM BOARD TO SEPARATE RETURN

AutoCAD SHX Text
AIR CHAMBER OF EACH AHU.

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
800x400

AutoCAD SHX Text
RA.

AutoCAD SHX Text
600x500 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1200x300 RAR.

AutoCAD SHX Text
250x250

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
3PCS., @600x600 RAR.

AutoCAD SHX Text
1200x400 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
800

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
3V-01

AutoCAD SHX Text
120 L/S

AutoCAD SHX Text
S

AutoCAD SHX Text
P

AutoCAD SHX Text
30

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200x150 EAD.

AutoCAD SHX Text
200x200 EAR. (TYP.)

AutoCAD SHX Text
VD

AutoCAD SHX Text
1000x800 SP.

AutoCAD SHX Text
30

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200x200 EAR.

AutoCAD SHX Text
250x200

AutoCAD SHX Text
200x200

AutoCAD SHX Text
200x100 EAD.

AutoCAD SHX Text
900x550 RAR.

AutoCAD SHX Text
180

AutoCAD SHX Text
L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
750x500 RAR.

AutoCAD SHX Text
400x400 TAR.

AutoCAD SHX Text
450x300 TAD.

AutoCAD SHX Text
CD. 3-WAY.

AutoCAD SHX Text
VD

AutoCAD SHX Text
DPT

AutoCAD SHX Text
DPT

AutoCAD SHX Text
DPT

AutoCAD SHX Text
W/LINING

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2400x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
2000x100

AutoCAD SHX Text
SIDEWALL RAR.

AutoCAD SHX Text
3F-09

AutoCAD SHX Text
3F-11 ;

AutoCAD SHX Text
2PCS., @250x250 CD FOR 135 L/s.

AutoCAD SHX Text
1PCE., @600x600 RAR W/PRE-FILTER.

AutoCAD SHX Text
950(L)x700(W)x600(H) RETURN AIR PLENUM.

AutoCAD SHX Text
1PCE., @1x19mm. VAV LSD. 1200mm. LONG

AutoCAD SHX Text
1PCE., @1x19mm. VAV LSD. 1200mm. LONG

AutoCAD SHX Text
WITH 900mm. PLENUM FOR SA. 70 L/s

AutoCAD SHX Text
1100

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
1100

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
M

AutoCAD SHX Text
M

AutoCAD SHX Text
200x100

AutoCAD SHX Text
250x200

AutoCAD SHX Text
60

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200x150

AutoCAD SHX Text
3AP02

AutoCAD SHX Text
DDC-3AP02

AutoCAD SHX Text
3AP03

AutoCAD SHX Text
DDC-3AP03

AutoCAD SHX Text
RA.

AutoCAD SHX Text
600x600 RAR.

AutoCAD SHX Text
3A-03

AutoCAD SHX Text
680 L/s

AutoCAD SHX Text
3A-05

AutoCAD SHX Text
2,670 L/s

AutoCAD SHX Text
FA.

AutoCAD SHX Text
300x250 FAD. (INSULATED)

AutoCAD SHX Text
600x400 FAG WITH PRE-FILTER.

AutoCAD SHX Text
160

AutoCAD SHX Text
L/s

AutoCAD SHX Text
145

AutoCAD SHX Text
L/s

AutoCAD SHX Text
145

AutoCAD SHX Text
L/s

AutoCAD SHX Text
250x200

AutoCAD SHX Text
250x250

AutoCAD SHX Text
350x250

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
150

AutoCAD SHX Text
L/s

AutoCAD SHX Text
150

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
140

AutoCAD SHX Text
L/s

AutoCAD SHX Text
120

AutoCAD SHX Text
L/s

AutoCAD SHX Text
1000

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
900

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
200x150

AutoCAD SHX Text
300x250

AutoCAD SHX Text
250x200

AutoCAD SHX Text
800

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
350x250

AutoCAD SHX Text
350x200

AutoCAD SHX Text
200x200 (TYP.)

AutoCAD SHX Text
200x200

AutoCAD SHX Text
350x300

AutoCAD SHX Text
300x300

AutoCAD SHX Text
250x250 (TYP.)

AutoCAD SHX Text
200x200

AutoCAD SHX Text
800

AutoCAD SHX Text
x

AutoCAD SHX Text
350

AutoCAD SHX Text
300

AutoCAD SHX Text
L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1200x500 RAR.

AutoCAD SHX Text
600x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
250x250

AutoCAD SHX Text
1200x300

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
1200x400 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1200x300 RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1050

AutoCAD SHX Text
x

AutoCAD SHX Text
400

AutoCAD SHX Text
RA.

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RA.

AutoCAD SHX Text
950x500 RAD.

AutoCAD SHX Text
1PCE., @1x19mm. VAV LSD. 1200mm. LONG

AutoCAD SHX Text
WITH 900mm. PLENUM FOR SA. 70 L/s

AutoCAD SHX Text
M

AutoCAD SHX Text
90%%D MITERED ELBOW

AutoCAD SHX Text
100

AutoCAD SHX Text
L/s

AutoCAD SHX Text
750

AutoCAD SHX Text
x

AutoCAD SHX Text
350

AutoCAD SHX Text
750x350

AutoCAD SHX Text
MAINTAIN THE MAXIMUM SLOPE OF 1:4

AutoCAD SHX Text
700x300

AutoCAD SHX Text
300x300

AutoCAD SHX Text
250x250

AutoCAD SHX Text
200x200

AutoCAD SHX Text
450x250

AutoCAD SHX Text
250x250

AutoCAD SHX Text
200x200

AutoCAD SHX Text
950x150

AutoCAD SHX Text
OBSTRUCTION AVOIDANCE (TYP)

AutoCAD SHX Text
200x200

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
DUCTWORK ACROSS THE EXISTING PENETRATION

AutoCAD SHX Text
1050x400

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
500x100 SIDEWALL

AutoCAD SHX Text
VAV TERMINAL.

AutoCAD SHX Text
2PCS., @300x300 CD FOR 185 L/s.

AutoCAD SHX Text
1PCE., @600x600 RAR W/PRE-FILTER.

AutoCAD SHX Text
950(L)x700(W)x600(H) RETURN AIR PLENUM.

AutoCAD SHX Text
300x250

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
FA.=40 L/s

AutoCAD SHX Text
150x150 FAD.

AutoCAD SHX Text
FA.

AutoCAD SHX Text
VD

AutoCAD SHX Text
500x250

AutoCAD SHX Text
3F-05

AutoCAD SHX Text
430 L/s

AutoCAD SHX Text
400x200

AutoCAD SHX Text
RA.

AutoCAD SHX Text
RA.

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
FA.=30 L/s

AutoCAD SHX Text
FA.

AutoCAD SHX Text
VD

AutoCAD SHX Text
100x150 FAD.

AutoCAD SHX Text
3F-10

AutoCAD SHX Text
410 L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
500x250

AutoCAD SHX Text
200x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
FA=50 L/s

AutoCAD SHX Text
150x150 FAD.

AutoCAD SHX Text
FA.

AutoCAD SHX Text
VD

AutoCAD SHX Text
700x400 TAD.

AutoCAD SHX Text
W/LINING

AutoCAD SHX Text
3F-07

AutoCAD SHX Text
250 L/s

AutoCAD SHX Text
250x200

AutoCAD SHX Text
3F-09

AutoCAD SHX Text
370 L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
VD

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
FA.=30 L/s

AutoCAD SHX Text
100x150 FAD.

AutoCAD SHX Text
450x250

AutoCAD SHX Text
205

AutoCAD SHX Text
L/s

AutoCAD SHX Text
205

AutoCAD SHX Text
L/s

AutoCAD SHX Text
600x600 RAR.

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
L/s

AutoCAD SHX Text
3F-08

AutoCAD SHX Text
370 L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
VD

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
FA.=30 L/s

AutoCAD SHX Text
100x150 FAD.

AutoCAD SHX Text
450x250

AutoCAD SHX Text
VD

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
FA.=40 L/s

AutoCAD SHX Text
150x150 FAD.

AutoCAD SHX Text
3F-06

AutoCAD SHX Text
380 L/s

AutoCAD SHX Text
FA.

AutoCAD SHX Text
550x300

AutoCAD SHX Text
350x200

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
70

AutoCAD SHX Text
L/s

AutoCAD SHX Text
450x250

AutoCAD SHX Text
250x250

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
VD

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
FA.=30 L/s

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
100x150 FAD.

AutoCAD SHX Text
3F-04

AutoCAD SHX Text
300 L/s

AutoCAD SHX Text
120

AutoCAD SHX Text
L/s

AutoCAD SHX Text
160

AutoCAD SHX Text
L/s

AutoCAD SHX Text
450x300

AutoCAD SHX Text
250x250

AutoCAD SHX Text
400x250

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
135

AutoCAD SHX Text
L/s

AutoCAD SHX Text
135

AutoCAD SHX Text
L/s

AutoCAD SHX Text
120

AutoCAD SHX Text
L/s

AutoCAD SHX Text
400x200

AutoCAD SHX Text
3F-11

AutoCAD SHX Text
270 L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
VD

AutoCAD SHX Text
FA.

AutoCAD SHX Text
150x200 FAG

AutoCAD SHX Text
WITH PRE-FILTER.

AutoCAD SHX Text
100x150 FAD.

AutoCAD SHX Text
30

AutoCAD SHX Text
L/s

AutoCAD SHX Text
200

AutoCAD SHX Text
L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
L/s

AutoCAD SHX Text
120

AutoCAD SHX Text
L/s

AutoCAD SHX Text
120

AutoCAD SHX Text
100

AutoCAD SHX Text
L/s

AutoCAD SHX Text
100

AutoCAD SHX Text
L/s

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
1200x600

AutoCAD SHX Text
RAR.

AutoCAD SHX Text
200x200

AutoCAD SHX Text
110

AutoCAD SHX Text
L/s

AutoCAD SHX Text
160

AutoCAD SHX Text
L/s

AutoCAD SHX Text
140

AutoCAD SHX Text
L/s

AutoCAD SHX Text
150

AutoCAD SHX Text
L/s

AutoCAD SHX Text
150

AutoCAD SHX Text
L/s

AutoCAD SHX Text
150

AutoCAD SHX Text
L/s

AutoCAD SHX Text
150

AutoCAD SHX Text
L/s

AutoCAD SHX Text
RA.

AutoCAD SHX Text
VD

AutoCAD SHX Text
200x200 FAD.

AutoCAD SHX Text
FA.

AutoCAD SHX Text
300x300 FAG

AutoCAD SHX Text
W/PRE-FILTER.

AutoCAD SHX Text
400x200

AutoCAD SHX Text
500x250

AutoCAD SHX Text
3F-13

AutoCAD SHX Text
900 L/s

AutoCAD SHX Text
700x400 TAD.

AutoCAD SHX Text
W/LINING

AutoCAD SHX Text
250x200

AutoCAD SHX Text
300x250

AutoCAD SHX Text
250x200

AutoCAD SHX Text
250x200

AutoCAD SHX Text
250x200

AutoCAD SHX Text
GYPSUM BOARD TO SEPARATE RETURN

AutoCAD SHX Text
AIR CHAMBER OF EACH AHU.

AutoCAD SHX Text
GYPSUM BOARD TO SEPARATE RETURN

AutoCAD SHX Text
AIR CHAMBER OF EACH AHU.

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
NTS


FACILITIES MANAGEMENT

BANGKOK THAILAND

o [ i O O O 0 O
’z__ A R A R A R A A =X
. . L L L,
L I \
N ]
B - z
O O O E
X A ~

in)

% 1]/ 10/ 3mMcM-03 4
f=m b
7

e o

i i I I T 1 I I

2]

NEW DIAGRAM OF VAV DIFFUSERS AND THERMOSTATS

T SCALE NTS

NORTH
01.00 5.00 10.00m

—
SCALE = 1:300

S B SENSITIVE BUT
UNCLASSIFIED

THIS DOCUMENT IS THE PROPERTY OF THE U.S. GOVERNMENT. FURTHER
REPRODUCTION AND/OR DISTRIBUTION IS PROHIBITED WITHOUT THE EXPRESS
WRITTEN PERMISSION OF: OFFICE OF OVERSEAS BUILDINGS OPERATIONS,
U.S. DEPARTMENT OF STATE, WASHINGTON DC, 20522-0620. INFORMATION
ON THIS DOCUMENT IS NOT TO BE ALTERED EXCEPT WITH THE WRITTEN
APPROVAL OF THE INDIVIDUAL WHOSE SEAL APPEARS HEREON.

APPROVED BY

q

VA

4

7
A

X

=7
X3
%

VA
=
X

}\\v

o

VA

)
R

)

Z

2
2
%

g,
v
>

J

)

|y
B

R

D y
&
(a9

DATE: / /

<t

FACILITIES MANAGEMENT ACKNOWLEDGEMENT

AYS

|

HLJ

]

DATE: / /
REV.
NO. DATE DESCRIPTION
ARCHITECT:

Ll

FACILITIES MANAGEMENT

g
{

L

ENGINEER(S):

FACILITIES MANAGEMENT

= me——a———n——a——a——n———m——a————

.

{

J

=

B

35
X
N

B

2

%
v

mN|

X

PROJECT TITLE:

EOB 3RD FLOOR SPACE RENOVATION

hN

N

DRAWING TITLE:

NEW DIAGRAM OF VAV DIFFUSERS

{

J

=

=

=

7
%
PN

Q [

AND THERMOSTATS

DRAWN BY: DATE:

FM. APRIL 25, 2020
CHECKED BY: DATE:

FM. APRIL 25, 2020
SCALE: 1:300
DWG NO.:

M08

CADD FILE:

MO8 - New Diagram of VAV DiFIusers a



AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
PSM

AutoCAD SHX Text
TO 3MCM-01

AutoCAD SHX Text
PSM

AutoCAD SHX Text
TO 3MCM-01

AutoCAD SHX Text
PSM

AutoCAD SHX Text
TO 3MCM-02

AutoCAD SHX Text
PSM

AutoCAD SHX Text
TO 3MCM-02

AutoCAD SHX Text
PSM

AutoCAD SHX Text
TO 3MCM-03

AutoCAD SHX Text
TO 3MCM-03

AutoCAD SHX Text
PSM

AutoCAD SHX Text
TO 3MCM-03

AutoCAD SHX Text
CO

AutoCAD SHX Text
2

AutoCAD SHX Text
3AP02

AutoCAD SHX Text
DDC-3AP02

AutoCAD SHX Text
3AP03

AutoCAD SHX Text
DDC-3AP03

AutoCAD SHX Text
3AP04

AutoCAD SHX Text
DDC-3AP04

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
PSM

AutoCAD SHX Text
FAX

AutoCAD SHX Text
VAULT

AutoCAD SHX Text
304

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
ELEVATOR

AutoCAD SHX Text
MECH.

AutoCAD SHX Text
IM. ASSOC. DIR

AutoCAD SHX Text
335

AutoCAD SHX Text
326

AutoCAD SHX Text
ELECT. RM.

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
I

AutoCAD SHX Text
J

AutoCAD SHX Text
K

AutoCAD SHX Text
L

AutoCAD SHX Text
M

AutoCAD SHX Text
N

AutoCAD SHX Text
O

AutoCAD SHX Text
P

AutoCAD SHX Text
Q

AutoCAD SHX Text
R

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
U

AutoCAD SHX Text
V

AutoCAD SHX Text
W

AutoCAD SHX Text
X

AutoCAD SHX Text
W.

AutoCAD SHX Text
SW.

AutoCAD SHX Text
W.

AutoCAD SHX Text
WC.

AutoCAD SHX Text
COMMON USER 

AutoCAD SHX Text
WORKSTATIONS/

AutoCAD SHX Text
333D

AutoCAD SHX Text
PRINTERS

AutoCAD SHX Text
INTERNAL SYSTEM

AutoCAD SHX Text
333C

AutoCAD SHX Text
MESSAGING OFFICE

AutoCAD SHX Text
AND

AutoCAD SHX Text
SUPERVISORY

AutoCAD SHX Text
SPECIALIST

AutoCAD SHX Text
333B

AutoCAD SHX Text
COMPUTER

AutoCAD SHX Text
MANAGEMENT

AutoCAD SHX Text
COMMUNICATION

AutoCAD SHX Text
EQUIPMENT

AutoCAD SHX Text
GFS MAIN SERVER ROOM

AutoCAD SHX Text
333A

AutoCAD SHX Text
333

AutoCAD SHX Text
325

AutoCAD SHX Text
305

AutoCAD SHX Text
302

AutoCAD SHX Text
303

AutoCAD SHX Text
327

AutoCAD SHX Text
FHC

AutoCAD SHX Text
FHC

AutoCAD SHX Text
FHC

AutoCAD SHX Text
NEW WANG

AutoCAD SHX Text
BACK UP

AutoCAD SHX Text
334

AutoCAD SHX Text
WCR0616

AutoCAD SHX Text
SPO053

AutoCAD SHX Text
SOF087

AutoCAD SHX Text
WKF33AS

AutoCAD SHX Text
WCR0616

AutoCAD SHX Text
SPO053

AutoCAD SHX Text
SOF087

AutoCAD SHX Text
WKF33AS

AutoCAD SHX Text
WSS0610

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
TO 3MCM-03

AutoCAD SHX Text
PSM

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
NTS


UNIT NUMBER 3F-13
AREA SERVED BRCC Office
QUANTITY SET (S) 1
AHU./FCU. TYPE CEILING MOUNTED, EXPOSED TYPE
DESIGN ROOM CONDITION Deg. CDB/ % RH 24/55
TOTAL CAPACITY kW 10.4
SENSIBLE CAPACITY KW 9.8
SUPPLY AIR s 900
OUTDOOR AIR s -
DRAIN PIPE SIZE mm 25
COOLING ENT. WATER TEMPT Deg.C 7.2
colL LEAV. WATER TEMPT Deg. C 12.8
COND. ENT. AIR TEMPT Deg. CDB/ICWB 30.7/18.6
g LEAV. AIR TEMPT Deg. CDB/ICWB -
< CHILLED FLOW RATE Ips 0.443549763
:‘of WATER PIPE SIZE mm 25
z PIPE TYPE OF CONTROL VALVE 2W-OIF
CLOSE-OFF PRESS. RATING kPa -
EXTERNAL ST. PR. Pa -
BLOWER APPROX. KW 0.25
STARTER TYPE DOL
V I/ Hz 220/1/50
AIR TYPE -
FILTER MANOMETER SET (S) -
DIFF. PRESS. SWITCH SET (S) -
ELECTRICAL PANEL BOARD NO. 3AP02

NOTES : 1. COOLING COIL FACEVELOCITY SHALL NOT EXCEED 500 FPM FOR AHU AND 450 FPM FOR FCU.
2. PRESSURE DROP OF COOLING COIL SHALL NOT EXCEED 15 FEET OF WATER
3. EXTERNAL STATIC PRESSURE OF BLOWER SHOWN IN SCHEDULE SHALL BE THE SUM
OF ALL SYSTEM COMPONENT PRESSURE LOSSES EXCEPT COOLING COIL AND CASING
OF AHU OR FCU.
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ROOF CONDENSING UNITS
ON ROOF
SCHEDULE OF SPLIT TYPE AIR CONDITIONING UNITS
COOLING CONDENSING UNIT FAN COIL UNIT PIPING EE CONTROL
QTY
LOCATION ABBREV. CAPACITY | OUTDOOR | POWER | V | PH.| Hz. |TYPE| AIR |POWER| V | PH.| Hz.|SUC. LIQ. DRA.| BOTH UNITS OPERATE
(SETS)
(BTU/H) | TEMP(°F) |  (KW) (CFM)| (KW) (IN.) | (N | N 12 HOURS SHIFT

SERVER ROOM | 3FCU-01, 3FCU-02 | 2 | @12,000 WM | 400 | 0.1 | 220 1 | 50 3/8 |1/4 | 3/4| (ONE ON / ONE OFF).
ROOF DECK | 3CDU-01,3CDU-02 | 2 | @12,000 95 113 1220 1 | 50 SEE NOTE.

NOTE:
1. THE SPLIT TYPE AIR CONDITIONING UNITS ARE CONTROLLED BY REMOTE CONTROL, TO OPERATE 12 HOURS (SINGLE ALTERNATE) USING REMOTE CONTROL FUNCTIONS.

2. WM: WALL MOUNTED TYPE.
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