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GENERAL NOTES:

1

CYLINDRICAL COMPRESSIVE STRENGTH OF CONCRETE AT 28 DAYS.

—INSITU GENERAL CONCRETE STRENGTH f'c = 240 ksc (24 MPa) UNLESS SPECIFIED OTHERWISE

—INSITU CONCRETE COLUMN STRENGTH fc¢' = 240 ksc (24 MPa)
—LEAN CONCRETE BELOW SLABS & FOOTINGS f'c = 150 ksc (15MPa)

REINFORCEMENT STRENGTHS:
DEFORMED BARS—(DB) fy = 4000 ksc (SD 40 fy=390 MPa)

ROUND BARS—(RB) fy = 2400 Ksc (SR 24 fy=235MPa).

COVER
CONCRETE COVER SHALL BE AS FOLLOWS:

3.1 CONCRETE CAST AGAINST AND
PERMANENTLY EXPOSED TO EARTH — 75 mm.

3.2 CONCRETE EXPOSED TO WEATHER — BARS OVER 20mm¢ — 50mm.

— BARS 16mm¢ AND LESS — 40mm.
SLABS — 20mm.
BEAMS, COLUMNS - 40mm.

3.3 CONCRETE NOT EXPOSED TO WEATHER

3.4  20mm. FOR CONCRETE SLAB

STANDARD DEVELOPMENT LENGTHS

DB 10 = 400mm
DB 12 = 480mm
DB 16 = 640mm
DB 20 = 800mm
DB 25 = 1000mm

HOOKS: STANDARD HOOKS SHALL CONFORM WITH ACI 318

LOADING

—THE EXTENSIONS TO THIS BUILDING HAS BEEN DESIGNED FOR THE FOLLOWING LIVE LOAD:

FLOOR LOAD 250 Kg/m’
ROOF LOAD 50 Kg/m’

STRUCTURAL STEEL

— STRUCTURAL STEEL IS TO BE GRADE JIS G3101 SS 400 OR GRADE
BS 43A TO BS4360, OR SIMILAR APPROVED

— ALL INTERNAL STRUCTURAL STEEL IS TO BE PREPARED AND PAINTED AS PER THE

PAINT SPECIFICATION

BOLTS
ALL BOLTS ARE TO BE HIGH STRENGTH GRADE 8.8

COATING SYSTEM
REFER TO SPECIFICATION FOR COATING SYSTEM
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LEGEND:

o

NOTE:

LIGHTING FIXTURE (2x20W. T8 PHILIPS LED COOL DAYLIGHT, 60x120mm. RECESSED FIXTURE)

LIGHTING FIXTURE (2x10W. T8 PHILIPS LED COOL DAYLIGHT, 60x60mm. RECESSED FIXTURE)

LIGHTING FIXTURE (1x10W. T8 PHILIPS LED COOL DAYLIGHT, INSTALL IN LIGHT BOX)

LIGHTING FIXTURE (1x8W. E27 PHILIPS LED COOL DAYLIGHT, DIA. 145mm.
RECESSED DOWNLIGHT FIXTURE W/SURFACE GLASS COVER)

LIGHTING FIXTURE (1x20W. PHILIPS LED FLOODLIGHT, IP65)

CEILING EXHAUST FAN (SEE FAN SCHEDULE AT DWG M-01)

WALL EXHAUST FAN (SEE FAN SCHEDULE AT DWG M-01)

ELECTRICAL PANEL

ON/OFF LIGHTING SWITCH (BTICINO)

2WAY ON/OFF LIGHTING SWITCH (BTICINO)

ON/OFF FAN SWITCH /W TURN ON INDICATING LIGHT

SELF-CONTAINED EMERGENCY BATTERY LIGHT UNIT (2x9W. LED LAMP MR16)
(BATTERY BACK UP TIME 2 HOURS)

3W. LED LAMP EXIT LIGHT
(BATTERY BACK UP TIME 2 HOURS)

JUNCTION BOX. (INSTALL 200mm UNDER COUNTER LEVEL)

UNIVERSAL SIMPLEX , 2P + GRD , 250V. 16A.
PLASTIC COVER PLATE WHITE IVORY COLOUR.

UNIVERSAL DUPLEX , 2P + GRD , 250V. 16A.
PLASTIC COVER PLATE WHITE IVORY COLOUR. (INSTALL AT CEILING FOR TV)

UNIVERSAL DUPLEX , 2P + GRD , 250V. 16A.
PLASTIC COVER PLATE WHITE IVORY COLOUR.

NONE FUSIBLE SAFETY SWITCH. 2P+G 30A.RATED 250V.
(GENERAL INSTALL AT 600MM. AFF.)

IECO1 WIRE IN EMT CONDUIT FOR INDOOR,DRY CONDITION, SIZE AS INDICATE
IN LOAD SCHEDULE OR AS INDICATE IN DRAWING.

IEC10 WIRE IN IMC CONDUIT FOR OUTDOOR,WET CONDITION, SIZE AS INDICATE
IN LOAD SCHEDULE OR AS INDICATE IN DRAWING.

TV OUTLET PLASTIC COVER PLATE WHITE IVORY COLOUR. (INSTALL AT CEILING)
RG-6U, IN @1/2" EMT

TELEPHONE OUTLET
CAT 5E (BLUE) , RJ45 (BLUE) WITH WHITE OR IVORY COLOUR PLASTIC COVER PLATE.
DATA/COMPUTER WIRING , UTP CAT5E (BLUE) ,LSOH 4-PAIRS 0.5mm., IN @1/2" EMT

-ALL OUTLETS SHALL BE LABELED.

PANEL NO. LP/GYM (NEW) LOAD SCHEDULE AT : GYM OFFICE
MAN : cB 3%,4W,380,/220Vac FLOOR : GROUND FLOOR
CAPACITY : 225 A. ___24___ CIRCUITS AS 1—POLE MOUNTED :  SURFACE
oK. cB CONDUCTOR CONDUIT CONNECTED LOAD (VA)
NO. DESCRIPTION P | At |ICc SIZE TYPE SIZE A B c
1 LIGHTING 1| 16 2-4/2.5G 1/2° EMT 1000
3 | ueHTING 1| 16 2-4/2.56 1/2" EMT 1000
5 | LIGHTING 1| 16 2-4/2.56 1/2" EMT 1000
7 | WATER HEATER 6kw. | 1 | 32* 2-6/66G 3/4” IMC 6000
9 | WATER HEATER 6kW. | 1 | 32* 2-6/66 3/4” IMC 6000
11 | WATER HEATER 6kW. | 1 | 32* 2-6/66G 3/4" IMC 6000
13 | WATER HEATER 6kW. | 1 | 32* 2-6/66 3/4" IMC 6000
15 SPARE 1| 16 - - 1000
17 SPARE 1| 16 - 7} - 1000
19 SPARE 1| 18 _ & _ 1000
21 SPARE 1 16 - b - 1000
23 SPARE 1| 16 - E - 1000
25 o
27 R
29 é
31 2 N
. I
Q :
37 3 g
4 $ a
2 | OUTLET 1| 20 2—4/4G a [1/7 et 1500
4 | OUTMET 1] 20 | w | 2-4/46 g 1/2" EMT 1500
6 | OUTLET (OUTDOOR) 1 | 1e* 2-4/2.5G 3 [3/4 mc 1000
8 | coum 1| 20 | o | 2-4/46 = [3/4 Mc 1750
10 | couo2 1| 20 | 2 [ 2-4/46 =[5/ mc 1750
12 | couos 1 | 20 2-4/4G 3/4° IMC 1750
14 | couos 1| 20 2-4/4G 3/4” IMC 1750
16 | cpuos 1| 20 2-4/4G 3/4" IMC 1750
18 | couos 1| 20 2-4/4G 3/4" IMC 1750
20 SPARE 1| 20 - - 1500
22 SPARE 1| 20 - - 1500
24 SPARE 1| 20 - - 1500
26
28
30
32
34
36
38
40
42
CONNECTED : MAIN : MAIN :
oo e 100a | 450m 2Ny, 1mAYY(G) 20500 15500 15000
> 190RY | CONDUIT: g9 1/27MC 51000
NOTE: DEMAND : 40800

— ' * ' GFCl 10mA TYPE

2 2
-CABLE CONNECTION BETWEEN JUNCTION BOX AND LIGHTING FIXTURE MUST BE 2C-2.5MM.71.5MM. (G) VCT.

3Ph.4W FROM MDB3

T00AF
G x 1
9 wp.
16mm. (G)
L | ,|4—50m§12 NYY
. /16mmé NYY(G)
¢5/8"'-10° GROUND ROD
WITH GROUND PIT v
i 44—50m512 NYY
,/16mmé< NYY(G)
92 1/2"MC
LP/GYM
EOB NEW GYM
N
0 1.00 2.00 5.00m
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